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SECURITY LEGEND

CAMERA TYPE SCHEDULE ABBREVIATIONS TECHNOLOGY GENERAL NOTES
FORM IMAGER SIZE, CAMERA MODELS A AMPERES MATRIX  MATRIX SWITCHER CALL BUTTON 1. READ THE SPECIFICATIONS AND REVIEW DRAWINGS OF ALL DIVISIONS OF WORK.
TYPE| FACTOR DESCRIPTION MOUNTING | LOCATIONS | RESOLUTION | POWER | (OR PRE—APPROVED EQUALS) | COLOR COMMENTS ACP  ACCESS CONTROL PANEL MATV  MASTER ANTENNA TELEVISION COORDINATE THIS WORK WITH ALL OTHER DIVISIONS OF WORK AND ALL SUBCONTRACTORS.
ADA  AMERICANS WITH DISABILITIES ACT SYSTEM PROVIDE ALL SUBCONTRACTORS WITH A COMPLETE SET OF BID DOCUMENTS.
@ HIGH DEFINITION SURFACE, AVIGILON - 2.8—12MM MOTORIZED VARIFOCAL AFF ABOVE FINISHED FLOOR MBS MANTENANCE BYPASS SWITCH CARD READER, MULTICLASS, BLE/NFC ENABLED.
ANALOG PENDANT, | INDOOR/ AXIS - AHD/TVI/CVI/CVBS, TRUE WDR, - 2. FULLY COORDINATE ALL CONDUIT ROUTING WITH STRUCTURAL ELEMENTS. COORDINATE
01 VANDAL DOME OR WALL OUTDOOR 2MP 24VAC |HANWHA — HCV—B080R WHITE IP66, IK10, IR, H.264 COMPRESSION AFG ABOVE FINISHED GRADE MDF MAIN DISTRIBUTION FRAME @ CLlEL‘lT WORKSTATION (SUBSCRIPT—MONITOR QUANTITY, CONDUIT INSTALLATIONS WITH ARCHITECT. STRUCTURAL ENGINEER. STRUGTURAL
AHJ - AUTHORMTY HAVING JURISDICTION | MC  MAN CROSS—CONNECT # ACS=ACCESS CONTROL SYSTEM) CONTRACTOR, AND GENERAL CONTRACTOR PRIOR TO INSTALLATION. ROUTING IN OR UNDER
HIGH DEFINITION SURFACE, AVIGILON - 2.8—12MM MOTORIZED VARIFOCAL ANSI  AMERICAN NATIONAL STANDARDS | MDF  MAIN DISTRIBUTION FRAME ; ;
(S ANALOG PENDANT, | INDOOR/ AXIS - AHD/TVI/CVI/CVBS, TRUE WDR, IR INSTITUTE MH  MAINTENANCE HOLE DOOR BELL (LOCAL TO CALL BUTTON GROUND LEVEL REQUIRES THE USE OF WET LOCATION RATED CABLE.
02 VANDAL DOME OR WALL | OUTDOOR 4MP 24VAC |HANWHA - HCV-7070R WHITE |1P66, IK10, H.264 COMPRESSION AP ACCESS POINT MM MULTIMODE INCORPORATED WITH TOUCHSCREEN CONTROLS) 3. REFER TO VIDEO SURVEILLANCE CAMERA SCHEDULES FOR MORE INFORMATION. FLOOR
SURFACE, AVIGILON — 2.0C—HS5A—DO1—IR 2.8—12MM MOTORIZED VARIFOCAL AV AUDIO VISUAL MPOE  MAIN POINT OF ENTRANCE DOOR POSITION SWITCH (DPDT) PLANS SHOW BASE BID CAMERA TYPES. ALTERNATE CAMERA TYPES ARE SPECIFIED IN THE
— NETWORK PENDANT, | INDOOR/ AXIS - Q3515—LVE IP67, IK10, H.264/H.265 COMPRESSION AWG  AMERICAN WIRE GAUGE MPOP  MAIN POINT OF PRESENCE SEE ARCHITECTURAL DOOR HARDWARE SCHEDULE D N R L A R L RO I AL NN
03 VANDAL DOME OR WALL | OUTDOOR 2MP POE [HANWHA — XNV—-6081R WHITE |IR ILLUMINATORS, HLC, TRUE WDR BAS BUILDING AUTOMATION SYSTEM NEC NATIONAL ELECTRICAL CODE PANELS. AND NETWORK SWITéHES TO PROVIDE A COMPLETE WOi?KING SYSTEM FOR ANY
BB BACKBONE NFPA  NATIONAL FIRE PROTECTION ELECTRIFIED LOCKING DEVICE, LATCH POSITION SWITCH, AND ALTERN:RTES ACCEPTED BY OWNER
@ NETWORK ggsgﬁﬁ% y mglLON - 8:_;)501—7H5L<\/|—ED01—IR 3.9-9.4MM MOTOR/IZED VARIFOCAL Bo BOOKING CONTROL ASSOCIATION, INC. (EL)  DOOR POSITION SWITCH (NON—DETENTION DOORS INCLUDE .
, | INDOOR - - IP67, K10, H.264/H.265 COMPRESSION REQUEST TO EXIT DEVICES).
BDOF  BUILDING DISTRIBUTION FRAME nm  NANO METER @ INTERCOM (V=VIDEO INTERCOM, F=FRAME MOUNT, M=<MASTER) HEADEND EQUIPMENT TERMINATION TO THE FIELD DEVICE TERMINATION. EACH END OF
@ SURFACE, AVIGILON - 8.0C—H5A—DO1-IR 4.5—10MM MOTORIZED VARIFOCAL BR BIOMETRIC READER oc ON CENTER ¥ = o = » M= CABLE SHALL BE LABELED WITH A MACHINE PRINTED LABEL.
NETWORK PENDANT, | INDOOR/ AXIS = Q3518-LVE IP67, IK10, H.264/H.265 COMPRESSION CAT CATEGORY OSHA  OCCUPATIONAL SAFETY AND
05 VANDAL DOME OR WALL | OUTDOOR 8MP POE |HANWHA — PNV—9080R WHITE |IR ILLUMINATORS, TRUE WDR cc CENTRAL CONTROL HEALTH ADMINISTRATION 5. MICROWAVE MOTION DETECTION ASSOCIATED WITH DOOR MONITORING PROVIDES ALARM
oy e N SYSTEM 0P OO P INTERLOCK SHUNT INPUT TO THE ACCESS CONTROL SYSTEM FOR EGRESS MOVEMENT ONLY.
SURFACE, AVIGILON - 2.0C—H5A—BO1-IR 2.8—12MM MOTORIZED VARIFOCAL
@:Q NETWORK PENDANT, | INDOOR/ AXIS — P1445-LE IP67, K10, H.264/H.265 COMPRESSION CCTV CLOSED CIRCUIT TELEVISION PBX  PRIVATE BRANCH EXCHANGE MICROPHONE 6. CONDUITS SHALL BE DEDICATED TO SPECIFIC SUB—SYSTEMS (I.E. VIDEO CABLING SHALL
06 BULLET CAMERA OR WALL | OUTDOOR 2MP POE |HANWHA — XNO—6080R WHITE |IR ILLUMINATORS, HLC, TRUE WDR cD CAMPUS DISTRIBUTOR POE ~ POWER OVER ETHERNET NOT BE INSTALLED IN ANY OTHER SUB—SYSTEM CONDUIT SUCH AS AUDIO, ACCESS
CMP  COMMUNICATIONS PLENUM CABLE | POTS  PLAIN OLD TELEPHONE SERVICE UNDER COUNTER DURESS/PANIC BUTTON. POTTER PART CONTROL, FIRE ALARM, ETC).
@:Q SURFACE, AVIGILON — 6.0C—H5A—-BO1-IR 3.9-9.4MM MOTORIZED VARIFOCAL CMR  COMMUNICATIONS RISER CABLE PSTN  PUBLIC SWITCHED TELEPHONE NUMBER HUSK—20 OR EQUAL.
NETWORK PENDANT, | INDOOR/ AXIS — P1447-LE IP67, IK10, H.264/H.265 COMPRESSION CR CARD READER NETWORK 7. COORDINATE CAMERA AND ACCESS CONTROL PANEL NUMBERING WITH OWNER.
07 BULLET CAMERA OR WALL | OUTDOOR 5MP POE |HANWHA — XNO—8080R WHITE |IR ILLUMINATORS, HLC, TRUE WDR o8 DECIBELS PP PONT-TO—POINT WALL MOUNTED PANIC BUTTON
8. ALL READERS TO BE OF TYPE 02, SHOWN IN LEGEND UNLESS NOTED OTHERWISE.
SURFACE, AVIGILON - 8.0C—H5A—BO1-IR 4.5—10MM MOTORIZED VARIFOCAL DCS ~ DOOR CONTROL SYSTEM PVC  POLYVINYL CHLORIDE
@:Q NETWORK PENDANT, | INDOOR/ AXIS — P1448-LE IP67, IK10, H.264/H.265 COMPRESSION DEMARC DEMARCATION ROOM QUAD QUAD SWITCHER
08 BULLET CAMERA OR WALL | OUTDOOR 8MP POE [HANWHA — PNO—9080R WHITE [IR ILLUMINATORS, TRUE WDR DVR DIGITAL VIDEO RECORDER RMC  RIGID METAL CONDUIT PANIC ALARM STROBE
NETWORK SURFACE, AVIGILON — 12—H4F—DO1—-IR 2.1MM FISHEYE LENS, DIGTAL PTZ, (E)  EXISTING DEVICE RMS ~ REMOTE MONITORING STATION
@ 360 FISHEYE PENDANT, | INDOOR/ AXIS — M3058—PLVE IP66, IK10, H.264/H.265 COMPRESSION ECIA ELECTRONIC COMPONENTS RR REMOVE AND REPLACE EmDSTIIyA% Ir\Fl)éGISNY%TEzEAKER’ INCORPORATE WITH NEW INTERCOM
09 VANDAL DOME OR WALL | OUTDOOR 9MP POE [HANWHA — PNF—9010RV WHITE |CLIENT AND ONBOARD DEWARP INDUSTRY ASSOCIATION RU RACK UNIT :
NETWORK 180 SURFACE AVIGILON — 24C—H4A—3MH—180 o s e - anaie oo
— MULTI IMAGER PENDANT, | INDOOR/ AXIS - Q3709-PVE MULTI IMAGER 180 DEGREE CAMERA il S AT LT SWITCHER OR QU NTER RELEASE BUTTON. ALARM CONTROLS TS-17
10 DOME CAMERA OR WALL | OUTDOOR 24MP+ POE+ |HANWHA — WHITE |IP66, 1K10, H.264/H.265 COMPRESSION EMS  ENERGY MANAGEMENT SYSTEM | SONET SYNCHRONOUS OPTICAL NETWORK [ REQUEST To Bxt
NETWORK 270/360 | SURFACE, AVIGILON — 12C—H4A—4MH—360 MULTI IMAGER 360 DEGREE CAMERA, EMT ELECTRICAL METALLIC TUBING SP SCRAMBLE PAD )_. -~ _ _
“— MULTI IMAGER PENDANT, | INDOOR/ AXIS — P3717-PLE 2.4X MOTORIZED VARIFOCAL, (F)  FUTURE DEVICE SWITCH MULTI—CHANNEL SWITCHER > 4 (F=FRAME MOUNTED, NO SUPERSCRIPT=WALL—MOUNTED)
11 DOME CAMERA OR WALL | OUTDOOR 8MP+ POE+ [HANWHA — PNM-—9080RVQZ WHITE |IP66, IK10, H.264/H.265 COMPRESSION FD FLOOR DISTRIBUTOR CHANNELS @
TBB TELECOMMUNICATIONS BONDING TOUCHSCREEN WORKSTATION
@ NETWORK SURFACE, AVIGILON — 2.0C—H4IRPTZ—DP30 6-261MM, 55X PAN, TILT, & ZOOM E%rp ;':::Er?:;‘zs:?&';m) WSTED BACKHONE
PAN/TILT/ZOOM PENDANT, | INDOOR/ AXIS - Q6125-LE IP66, K10, H.264/H.265 COMPRESSION
12 DOME CAMERA OR WALL | OUTDOOR 2MP POE+ |HANWHA — XNP—6550RH WHITE [IR ILLUMINATORS, DIS, TRUE WDR PAIR TBD  TO BE DETERMINED @9 wateR conTROL vaLVE
GE  GROUNDING EQUALIZER T6B  TELECOMMUNICATIONS GROUND
NETWORK SURFACE, AVIGILON — 2.0C—H4PTZ-DP30 4.4-142.6MM, 32X PAN, TILT, & ZOOM OGP  GYPSUM BOARD BUS BAR @ WIRELESS LOCK HUB
PAN/TILT/ZOOM PENDANT, | INDOOR/ AXIS — Q6155-E IP66, IK10, H.264/H.265 COMPRESSION HC HORIZONTAL CROSS—CONNECT TER TELECOMMUNICATIONS EQUIPMENT EP
13 DOME CAMERA OR WALL | OUTDOOR 2MP POE+ |HANWHA - XNP-6321H WHITE |DIS, TRUE WDR - i ROOM ELECTRICAL CONNECTION BY DIVISION 16
EMERGENCY POWER CIRCUIT
@:O SURFACE, AVIGILON — 2.0C-H5A-BO1-IR 2.8—12MM MOTORIZED VARIFOCAL Ic INTERMEDIATE CROSS—CONNECT | TA IES';E;?;‘#O‘LN'CAWNS INDUSTRY
NETWORK PENDANT, | INDOOR/ AXIS - Q1785—-LE IP67, IK10, H.264/H.265 COMPRESSION Ics INTERCOM CONTROL SYSTEM U
14 PERIMETER CAMERA | OR WALL | OUTDOOR 2MP POE |HANWHA — XNO—6080R WHITE | IR ILLUMINATORS, HLC, TRUE WDR IDF INTERMEDIATE DISTRIBUTION TMGB  TELECOMMUNICATIONS MAIN ELECTRICAL_CONNECTION BY DMSION 16
\ GROUND BUS BAR UNINTERRUPTIBLE POWER SUPPLY CIRCUIT
7\ CORNER MOUNT SURFACE, AVIGILON - 2.8MM LENS, ANTI-LIGATURE CORNER MOUNT, FRAME TR TELECOMMUNICATIONS ROOM
A NETWORK PENDANT, | INDOOR/ AXIS ——~— — QB414-LVS IP67, IK10, H.264/H.265 COMPRESSION e TR WL CONUT e vicaL #EP 120VAC FOURPLEX RECEPTACLE BY DIVISION 16
15 hd VANDAL CAMERA OR WALL | OUTDOOR 3MP POE |HANWHA — TNV—7010RC WHITE |940NM IR ILLUMINATORS, HLC, TRUE WDR P, INTERNET PROTOCOL UNO  UNLESS NOTED OTHERWISE EMERGENCY POWER GIRCUIT
BOX CAMERA W/ AVIGILON - 2.0C—H5A-B1 4.44—142.6MM MOTORIZED VARIFOCAL NETWORK uL UNDERWRITERS LABORATORIES, U
WEATHER PROOF | WALL ARM | INDOOR/ AXIS - Q1785-LE (BULLET) H.264/H.265 COMPRESSION, HLC, TRUE WDR ISP INTERNET SERVICE PROVIDER INC. ¢ 120VAC FOURPLEX RECEPTACLE BY DIVISION 16
16 HOUSING MOUNT | OUTDOOR 2MP POE |HANWHA — XNZ-6320 WHITE | (PROVIDE WEATHERPROOF HOUSING) ISP INSIDE PLANT CABLE UPS  UNINTERRUPTIBLE POWER SUPPLY UNINTERRUPTIBLE POWER SUPPLY CIRCUIT
UPSDP UNINTERRUPTIBLE POWER SUPPLY
WALL WALL MOUNT FISHEYE NETWORK CAMERA VS INTERVIEW VIEWING STATION i
@ INTERCOM MOUNT | INDOOR/ VIVOTEK — CC8370—HV 180 DEG PANORAMIC, IK10, IK66, K ELECTRICALLY OPERATED BY KEY DISTRIBUTION PANEL VIDEO SURVEILLANCE CAMERA (PEDESTAL MOUNT)
17 CAMERA 60" AFF OUTDOOR 3MP POE |PRE—APPROVED EQUAL WHITE |ONVIF, POE, MOUNT ABOVE INTERCOMS KP KEY PAD U;P UNSHIELDED TWISTED PAIR H—x VIDEO SURVEILLANCE CAMERA (WALL MOUNT FIXED POSITION)
KV  KEYBOARD VIDEO MOUSE SWitcH | U/UTP  UNSCREENED TWISTED PAR
CEILING MIGILON = 2.0C—H4PTZ—DC30 10X MOTORIZED VARIFOCAL AN LOCAL AREA NETWORK v VOLT(S) 4 VIDEO SURVEILLANCE CAMERA (CEILING OR PENDANT
L RECESSED | INDOOR/ AXIS M5525—E H.264/H.265 COMPRESSION, HLC, TRUE WDR VeS  VIDEO CONTROL SYSTEM MOUNTED
18 MINI PTZ CAMERA | MOUNTED | OUTDOOR 2MP POE |HANWHA — XNP—6120H WHITE |IK09 OR IK10 LEC ~ LOCAL EXCHANGE CARRIER VIS VIS VIDEO VISTATION )
LED LIGHT—EMITTING DIODE
AVIGILON - 2.0C—H5A-B2 2.8—9MM MOTORIZED VARIFOCAL LSZH LOW SMOKE ZERO HALOGEN WAN  WIDE AREA NETWORK HZ@—> VIDEO SURVEILLANCE CAMERA (WALL MOUNT PAN—TILT—ZOOM)
(—’ | VISUAL VERIFICATION | PENDANT | INDOOR/ AXIS - M1135 H.264,/H.265 COMPRESSION, PROVIDE MAN  METROPOLTAN AREA NETWORK | WAP  WIRELESS ACCESS POINT
19 CAMERA MOUNTED | OUTDOOR 2MP POE |HANWHA — XNB-6000 WHITE |MICROPHONE & LENS, HLC, TRUE WDR WL WIRELESS LOCK HUB UNDERGROUND CONDUIT
D} 180 MULTI IMAGER | SURFACE | INDOOR/ AXIS - IP66, K10, H.264/H.265 COMPRESSION TN
20 DOME CAMERA MOUNTED | OUTDOOR 15MP POE |HANWHA — PNM-9030V WHITE | SIDEWAYS MOUNTABLE / NO ARM MOUNTS P—x—Y l(__:g_\tlogllTD < O?IRI;\’J)I_\FI I:AON& T':'g:\l(T ())(N LFE\./AET I$Dlg§g|-:§ EIQONTINUOUS.
CARD READER SCHEDULE - ' '
FORM — ANNOTATION ——  CONTINUATION TICK — EXTEND CONDUIT TO LOCATION NOTED
TYPE| FACTOR TECHNOLOGY MOUNTING | LOCATIONS RANGE POWER MODELS COLOR COMMENTS @ PLAN CALLOUT ———0 CONDUIT STUB UP INTO ACCESSIBLE CEILING SPACE
@ 13.56MHz SURFACE 75MA |HID ICLASS SE RP10 BLACK ——  CONDUIT SLEEVE
o1 NP MY & e | INDOORS | i pr o | tovme | @  CONNECTION POINT OF NEW WORK TO EXISTING T1 HAND HOLE
DETAIL REFERENCE UPPER NUMBER INDICATES DETAIL NUMBER o
13-56Mtz SURFACE 105MA THID ICLASS SE RP40 BLACK LOWER NUMBER INDICATES SHEET NUMBER ' CEILNG MOUNTED WIRELESS ACCESS POINT, "#* INDICATES
PROXIMITY OR INDOOR/ PEAK |SERIES
02 NFC CAPABLE GANG BOX | OUTDOGR 1.47-35" | 12vDC NUMBER OF AUGMENTED CATEGORY 6 CABLES.
N 13.56MHz SURFACE 130MA |HID ICLASS SE RPK40 ‘@ SECTION CUT DESIGNATION
| PROXIMITY W/ KEYPAD OR INDOOR/ PEAK |SERIES BLACK dD COMMUNICATIONS OUTLET, "#” INDICATES NUMBER OF
03 N NFC CAPABLE GANG BOX | OUTDOOR | 0.5"-3.4" | 12vDC AUGMENTED CATEGORY 6 CABLES.
uNs?-:TD NOT USED uNs?-:TD UNS%TD NOT USED Jﬂs?_:TD NOT USED UNSCI>ETD NOT USED @W COMMUNICATIONS OUTLET FOR TV, "#" INDICATES NUMBER OF
04 AUGMENTED CATEGORY 6 CABLES. COORDINATE HEIGHT OF
DATA OUTLET WITH TELEVISION PROVIDER PRIOR TO INSTALL.
[] [BIOMETRIC FINGERPRINT| =~ WALL 24VDC |MORPHO ACCESS — SIGMA 5" COLOR CAPACITIVE TOUCH SCREEN
% & 13.56 MHz iClass MOUNT OUTDOOR 1A MIN Extrqme iClass Suprema BLACK | WEIGAND 1/0, FINGERPRINT AND iClass
05 ©@12VDC| — BioEntry —20—60 deg C. IK09, IP65 RATED i;#D COMMUNICATIONS ABOVE COUNTER OUTLET, "#" INDICATES
INTEGRAL LOCK, PIN BEST 45HQ—7—DV MATCH EXISTING NUMBER OF AUGMENTED CATEGORY 6 CABLES.
":“‘ _PAD, & 13.56MHz INDOOR BATTERY |FINISH, LEVER STYLE. PROVIDE
06 ' iClass CARD READER EXTENDED BATTERY PACK OPTION. w#°  TELEPHONE WALL OUTLET, "#” INDICATES NUMBER OF

LABELING SCHEME

SECURITY DEVICES (TYPICAL)

YY

?: DEVICE ABBREVIATION

DEVICE TYPE

SEE MATCHING SCHEDULES ON THIS SHEET (IF APPLICABLE)

SECURITY CAMERAS (TYPICAL)

C—##: EXISTING CAMERA NUMBER
C—N##: NEW CAMERA
C—X##: EXISTING CAMERA NOT DOCUMNETED ON AS—BUILTS

T

Z7'—77" AFF

YY: CAMERA TYPE (SEE CAMERA SCHEDULE ON THIS PAGE)

ZZ: CAMERA ELEVATION ABOVE FINISHED FLOOR

SEE ABBREVIATIONS SCHEDULE ON THIS SHEET FOR YY (IF APPLICABLE)

GENERAL NOTE FOR EXISTING CAMERA REPLACEMENTS

1. FOR EXISTING OUTDOOR CAMERAS, REMOVE AND REPLACE CABLING WITH CATEGORY CABLING UNLESS
OTHERWISE NOTED ON DRAWING.

2. FOR EXISTING IP CAMERAS, REMOVE AND REPLACE CABLE AS PER SPECIFICATIONS TO SERVING ROOM AS
INDICATED ON SCHEDULE AND DRAWING.

3. FOR EXISTING ANALOG CAMERAS, REPLACE CAMERA UNIT IN PLACE, TEST AND REUSE EXISTING CABLE IF

POSSIBLE.

4. EXISTING CAMERAS WITH A CHANGE OF SERVING ROOM MAY NEED TO BE RECABLED IF CABLE ROUTING TO
NEW ROOM EXCEEDS MAXIMUM PERMISSIBLE LENGTH.

AUGMENTED CATEGORY 6 CABLES.

@*D SYSTEMS FURNITURE OUTLET, “#" INDICATES NUMBER OF
AUGMENTED CATEGORY 6 CABLES.

[RIFF FURNITURE FEED WALL BOX ROUGH—IN.

H#D COMMUNICATIONS FLOOR BOX OUTLET, "#” INDICATES NUMBER

OF AUGMENTED CATEGORY 6 CABLES.
“T—T— TMGB/TGB — PLAN VIEW.

LADDER RACK

TWO—POST EQUIPMENT RACK

D} EQUIPMENT CABINET
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GENERAL NOTES:

1.

2,

REFER TO SHEET T-000 FOR ADDITIONAL INFORMATION.

UNLESS NOTED AS NEW, DEPICTED CONDUITS ARE EXISTING TO
REMAIN.

EXCEPT WHERE NOTED ON PLANS, IDENTIFIED WITHIN THE DEVICE
SCHEDULES, OR SPECIFIED WITHIN EQUIPMENT LEGENDS, DEPICTED
DEVICES AND ASSOCIATED WIRING ARE EXISTING TO REMAIN FOR
INCLUSION WITHIN THE DETENTION CONTROL SYSTEM.

TYPE 01 AND TYPE 02 CAMERAS ARE EXISTING ANALOG CAMERA
LOCATIONS. REMOVE EXISTING ANALOG CAMERA AND REPLACE WITH
NEW HIGH DEFINITION ANALOG CAMERA. UTILIZE EXISTING CABLING
AND POWER SUPPLIES. INSTALL NEW ANALOG HIGH DEFINITION
ENCODERS IN SECURITY EQUIPMENT ROOM.

ALL NETWORK CAMERA TYPES ARE NEW UNLESS OTHERWISE NOTED.
INSTALL NEW CATEGORY 6 CABLING FROM CAMERA TO RESPECTIVE
ELECTRONIC SECURITY NETWORK PATCH PANEL.

CAMERAS MOUNTED ALONG PERIMETER FENCE ARE CURRENTLY
ANALOG, SERVED FROM NEAREST VIDEO CABINET WITH (2) 3/4"
CONDUITS. DEMO ANALOG CAMERA AND CABLING AND INSTALL NEW IP
CAMERA. INSTALL CATEGORY CABLING IF DISTANCE IS LESS THAN 90
METERS. INSTALL FIBER WHEN CABLING DISTANCE EXCEEDS 90
METERS. PROVIDE FABRICATED EXTENSION OF SIMILAR MATERIALS AS
POLE TO MOUNT PERIMETER CAMERA AT CURRENT ELEVATION.
PROVIDE WEATHER TIGHT CAP AT TOP OF POLE/EXTENSION.

ALL EXISTING CLIENT WORKSTATIONS, TOUCHSCREEN STATIONS,
INTERCOM MASTER STATIONS AND RESPECTIVE CABLING SHALL BE
REMOVED AND REPLACED. INSTALL NEW CATEGORY 6 CABLING FROM
WORK AREA OUTLET TO RESPECTIVE ELECTRONIC SECURITY
NETWORK PATCH PANEL.

ALL REMOVED EQUIPMENT AND CABLING SHALL BE OFFERED TO THE
OWNER. MATERIALS NOT ACCEPTED BY THE OWNER SHALL BE
REMOVED FROM THE SITE AND PROPERLY DISPOSED OF BY THE
CONTRACTOR.

REMOVE AND REPLACE ALL EXTERIOR MOUNTING ARMS. INSTALL NEW
MOUNTING HARDWARE BY SAME MANUFACTURER AS CAMERA. CAULK/
WEATHERSEAL ALL PENETRATIONS FROM EXISTING HARDWARE WITH
CAULK OR SEALANT APPROVED FOR APPLICATION TO RESPECTIVE
WALL MATERIAL.

SECURITY SITE PLAN NOTES:

®
©

®
®
®

® © ©

©

PRRE & & O

#

REPLACE EXISTING POWER AND CONTROL WIRING TO THE GATE
CONTROLLER. DETENTION CONTROL HEADEND EQUIPMENT IS
LOCATED IN CENTRAL SERVICES RM C129.

REPLACE EXISTING WIRELESS CONTROL FOR GATES 12, 14, AND 15
WITH WIRED PLC CONTROL. EXTEND EXISTING GATE CONTROL WIRING
FROM HOUSING MECHANICAL CHASE TO THE PLC CONTROL CABINET.
SEE HOUSING PLANS FOR ADDITIONAL INFORMATION.

REPLACE EXISTING INTERCOM WITH NEW, STAINLESS STEEL, 2-GANG,
DETENTION GRADE INTERCOM.

PROVIDE NEW 3/4" RIGID STEEL CONDUIT AND INTERCOM CABLING TO
HEADEND EQUIPMENT ROOM CENTRAL SERVICES C634. CHANGE TO
EMT CONDUIT WHEN ROUTING ABOVE CEILINGS OR WITHIN ATTIC
SPACE OF BUILDING.

EXISTING MOTORIZED TYMETAL 225 CF GATE TO BE REBUILT. REMOVE
EXISTING HORIZONTAL EXPOSED CHAIN DRIVE SYSTEM AND MOTOR
BOX AND ASSOCIATED APPURTENANCES AND PROVIDE NEW. NEW
CONTROLLER SHALL BE POSITIONED VERTICALLY INSIDE THE MOTOR
BOX. REFER TO DETAIL 1, SHEET T-501 AND MANUFACTURER'S
INSTALLATION MANUAL FOR ADDITIONAL INFORMATION.

EXISTING MOTORIZED TYMETAL PLUSS GATE TO BE REBUILT. REMOVE
EXISTING OVERHEAD DRIVE SYSTEM AND MOTOR BOX AND
ASSOCIATED APPURTENANCES AND PROVIDE NEW. NEW
CONTROLLER SHALL BE POSITIONED VERTICALLY INSIDE THE MOTOR
BOX. REFER TO DETAIL 2, SHEET T-501 AND MANUFACTURER'S
INSTALLATION MANUAL FOR ADDITIONAL INFORMATION.

REPLACE EXISTING CONDUIT WITH GALVANIZED RIGID STEEL CONDUIT
EXTEND REPLACEMENT TO NO LESS THAN 3' BELOW GRADE.

REMOVE AND REPLACE EXISTING ENCLOSURE AND CABLING TO
PERIMETER CAMERAS. UTILIZE EXISTING CONDUITS BETWEEN
CAMERAS, VIDEO CABINET, MANHOLES, AND EQUIPMENT ROOM. SEE
DETAIL 8 ON SHEET T-500

REPLACE EXISTING WIRELESS CONTROL OF GATE 17 WITH WIRED PLC
CONTROL. EXTEND EXISTING GATE CONTROL WIRING FROM HOUSING
MECHANICAL CHASE TO THE PLC CONTROL CABINET. SEE HOUSING
PLANS FOR ADDITIONAL INFORMATION.

REMOVE EXISTING MAGNETIC LOCK, REPLACE WITH
ELECTRO-MECHANICAL LOCK, SOUTHERN STEEL 1050D OR EQUAL.
REPLACE WIRING FROM CENTRAL SERVICES C129 TO ACCOMMODATE
NEW LOCK CONTROL AND MONITORING FEATURES. MODIFY GATE AND
POST AS NECESSARY TO INSTALL LOCK. PROVIDE COLD GALVANIZING
COMPOUND ON NEW WELDS AND DISTURBED METAL SURFACES.

PROVIDE ENVIRONMENTALLY HARDENED SWITCH PER SPECIFICATION
SECTION 281033. SWITCH SHALL BE POWERED BY 24 VDC SUPPLY IN
ENCLOSURE AS PER DETAIL T-500/8. PROVIDE 12 STRAND FIBER PER
ROUTING ON ELECTRONIC SECURITY NETWORK FIBER DIAGRAM T-608.

EXISTING (2) 3/4" CONDUITS TO OFFICER STATION 109 IN HOUSING UNIT
7 PER ORIGINAL AS-BUILTS.

CAMERA ORIGINALLY SERVED FROM ELECTRICAL ROOM C632.
DEMOLISH CAMERA AND CABLE BACK TO SOURCE. INSTALL NEW IP
CAMERA, CONDUIT PATHWAY, AND CATEGORY CABLING TO NEAREST
ELECTRONIC SECURITY NETWORK SWITCH.

LOCATION OF CAMERA INSIDE POLE BARN UNCONFIRMED

CAMERA ZOOMED AND AIMED AT GATE 2.

CAMERA ZOOMED AND AIMED AT GATE 5.

PROVIDE HARDENED POE + SWITCH IN NEW POLE-MOUNTED
ENCLOSURE. MOUNT ENCLOSURE 4' FROM BASE OF POLE. ENCLOSURE
SHALL BE CAPABLE OF BEING SECURELY LOCKED WITH STANDARD
PADLOCK. PROVIDE 6 STRAND FIBER OPTIC CABLE FROM EQUIPMENT
ROOM SWITCH IN ELECTRICAL ROOM 116.1 IN HOUSING UNIT 7.

EXISTING PATHWAY. REMOVE EXISTING COAXIAL AND LOW VOLTAGE
CABLING, REUSE PATHWAY FOR NEW POWER AND FIBER CABLING.

LEGEND:

# EXISTING TO REMAIN PERIMETER DETECTION ZONE
DELINEATION DESIGNATOR

Z
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GENERAL NOTES:

1. DRAWINGS DO NOT DEPICT ORIENTATION OF MANHOLES OR

ORIENTATION OF CABLES WITHIN DUCTS. DRAWINGS SERVE TO AID
CONTRACTOR IN IDENTIFICATION OF CABLING AND PATHWAYS. PRIOR
TO ANY DEMOLITION OR INSTALLATION OF NEW CABLING,
CONTRACTOR SHALL CONFIRM EXISTING CABLING AND DUCTS ARE
CORRECT AS NECESSARY TO PERFORM WORK.

2. DUCT BANKS SHARE ENCASEMENT WITH PRIMARY ELECTRICAL POWER

IN SOME LOCATIONS. ADDITIONAL ELECTRICAL MANHOLES AND
PULLBOXES WILL BE FOUND ONSITE. ONLY COMMUNICATIONS
DUCTBANK SHOWN FOR CLARITY.

STATE OF MISSOURI
MICHAEL L. PARSON,
GOVERNOR

CONDUIT ABBREVIATIONS

BMCS BUILDING MANAGEMENT CONTROL SYSTEM
CATV CABLE TELEVISION SYSTEM

FIA FIRE ALARM
SEC SECURITY
TEL TELECOMMUNICATION (TYPICALLY ITSD)

CONDUIT ABBREVIATIONS APPLICABLE THIS SHEET ONLY

P ADMIN

Q SITE PLAN - EXISTING DUCT BANK PLAN
1 Fscae =75

0 37.5' 75' 112.5'

(i ——

/,

SAB %,
=9 MK % %
=% b W2
Z A% S =
7, S, E08973 AT S

4’///¢ 3 0.0 o'.. =

Uiy ROFESSS S

LN\
10/11/2021

CONSULTANTS

rl' HENDERSON
ENGINEERS
1801 MAIN, SUITE 300

KANSAS CITY, MO 64108
TEL (816) 663-8700 FAX (816) 663-8701

WWW.HENDERSONENGINEERS.COM

1750003515
MO. CORPORATE NUMBER: E-556D
EXPIRES 12/31/20

OFFICE OF ADMINISTRATION
DIVISION OF FACILITIES
MANAGEMENT,

DESIGN AND CONSTRUCTION

DEPARTMENT OF
CORRECTIONS

REPLACE SECURITY
SYSTEM

(VARIOUS SECURITY
ENHANCEMENTYS)

SOUTHEAST
CORRECTIONAL
CENTER
CHARLESTON, MO.

PROJECT # C1804-01
SITE # 2320

FACILITY # 25587

REVISION:
DATE:
REVISION:
DATE:
REVISION:
DATE:

ISSUE DATE: 10/08/2021

C1804-01-2320-

CAD DWG FILE:25587-T-103
DRAWN BY: MT
CHECKED BY: MM
DESIGNED BY: RM BM

SHEET TITLE:

SITE PLAN -
EXISTING DUCT
BANK PLAN

SHEET NUMBER:

T-103

5 OF 48 SHEETS
10/08/2021


m.d.maurer

m.d.maurer
Date
10/11/2021


GENERAL NOTES: STATE OF MISSOURI
1. REFER TO SHEET T-000 FOR ADDITIONAL INFORMATION. MICHAEL L. PARSON,

@ @ @ @@ @ 63@ i @ @ @ @ @ 2. UNLESS NOTED AS NEW, DEPICTED CONDUITS ARE GOVERNOR
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DETENTION CONTROL SYSTEM.
4. TYPE 01 AND TYPE 02 CAMERAS ARE EXISTING ANALOG
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GENERAL NOTES:

1.

2.

REFER TO SHEET T-000 FOR ADDITIONAL INFORMATION.

UNLESS NOTED AS NEW, DEPICTED CONDUITS ARE
EXISTING TO REMAIN.

EXCEPT WHERE NOTED ON PLAN, IDENTIFIED WITHIN THE
DEVICE SCHEDULES, OR SPECIFIED WITHIN EQUIPMENT
LEGENDS, DEPICTED DEVICES AND ASSOCIATED WIRING
ARE EXISTING TO REMAIN FOR INCLUSION WITHIN THE
DETENTION CONTROL SYSTEM.

TYPE 01 AND TYPE 02 CAMERAS ARE EXISTING ANALOG
CAMERA LOCATIONS. REMOVE EXISTING ANALOG
CAMERA AND REPLACE WITH NEW HIGH DEFINITION
ANALOG CAMERA. UTILIZE EXISTING CABLING AND POWER
SUPPLIES. INSTALL NEW ANALOG HIGH DEFINITION
ENCODERS IN SECURITY EQUIPMENT ROOM.

ALL NETWORK CAMERA TYPES ARE NEW UNLESS
OTHERWISE NOTED. INSTALL NEW CATEGORY 6 CABLING
FROM CAMERA TO RESPECTIVE ELECTRONIC SECURITY
NETWORK PATCH PANEL.

ALL EXISTING CLIENT WORKSTATIONS, TOUCHSCREEN
STATIONS, AND INTERCOM MASTER STATIONS AND
RESPECTIVE CABLING SHALL BE REMOVED AND
REPLACED. INSTALL NEW CATEGORY 6 CABLING FROM
WORK AREA OUTLET TO RESPECTIVE ELECTRONIC
SECURITY NETWORK PATCH PANEL.

ALL REMOVED EQUIPMENT AND CABLING SHALL BE
OFFERED TO THE OWNER. MATERIALS NOT ACCEPTED BY
THE OWNER SHALL BE REMOVED FROM THE SITE AND
PROPERLY DISPOSED OF BY THE CONTRACTOR.

SECURITY PLAN NOTES:

®

©

@ ®

© 0 ©

ACCESS CONTROL WORKSTATION. PROVIDE
CATEGORY 6 CABLES TO ELECTRONIC SECURITY
NETWORK, ACCESS CONTROL SYSTEM CLIENT
WORKSTATION, AND VIDEO VERIFICATION SYSTEM.

REPLACE EXISTING CCTV CAMERA AND MOUNT. INSTALL
NEW CAMERA AND MOUNT TO VIEW THROUGH GLASS &
CAPTURE FACE OF PERSON(S) UTILIZING THE SALLYPORT
EXIT BIOMETRIC READER. MOUNTING TO BE FIXED TO
BUILDING. NEW CAMERA SHALL CONTINUE TO BE
RECORDED AND MONITORED THROUGH THE VMS SYSTEM.

DEMOLISH PHONE LINE SWITCHES, CONDUITS, AND CABLE
BACK TO CONSOLIDATION LOCATION EXTEND PHONE
WIRING TO PLC-CONTROLLED RELAYS IN A230. PATCH AND
PAINT WALL TO MATCH EXISTING.

REPLACE EXISTING ANALOG PTZ CAMERA WITH IP
CAMERA. INSTALL NEW CATEGORY 6 CABLING TO
ELECTRONIC SECURITY NETWORK SWITCH.

CARD READER TO BE USED FOR CARDHOLDER VISUAL
VERIFICATION. CARD READER WILL NOT ACTIVATE DOOR
UNTIL CORRECTIONS OFFICERS INSIDE A224 REVIEW
DISPLAYED CARDHOLDER DATA AND PHOTOGRAPH, AND
CONFIRM PERSON PRESENTING MATCHES CARD DATA.

EXISTING UNDER COUNTER DOOR RELEASE. PROGRAM
ABILITY TO ENABLE/DISABLE FROM TOUCHSCREEN
STATIONS.

TOUCHSCREEN CONTROL SCREEN FOR SALLYPORT
CONTROL

INSTALL NEW IP CAMERA AND CATEGORY CABLING TO
NEAREST ELECTRONIC SECURITY EQUIPMENT ROOM.

CARD READER TO BE CONFIGURED AS ENTRY READER TO
INSTITUTION AREA. MUSTERING REPORTS SHALL BE
AVAILABLE FOR PERSONS INSIDE THIS GENERATED FROM
CONTROL AREA A224.

CARD READER TO BE CONFIGURED AS EXIT READER TO
INSTITUTION AREA. MUSTERING REPORTS SHALL BE
AVAILABLE FOR PERSONS INSIDE THIS GENERATED FROM
CONTROL AREA A224.
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GENERAL NOTES:

1. REFER TO SHEET T-000 FOR ADDITIONAL INFORMATION.

2. UNLESS NOTED AS NEW, DEPICTED CONDUITS ARE

EXISTING TO REMAIN.

3. EXCEPT WHERE NOTED ON PLAN, IDENTIFIED WITHIN THE
DEVICE SCHEDULES, OR SPECIFIED WITHIN EQUIPMENT
LEGENDS, DEPICTED DEVICES AND ASSOCIATED WIRING
ARE EXISTING TO REMAIN FOR INCLUSION WITHIN THE
DETENTION CONTROL SYSTEM.

4. TYPE 01 AND TYPE 02 CAMERAS ARE EXISTING ANALOG
CAMERA LOCATIONS. REMOVE EXISTING ANALOG
CAMERA AND REPLACE WITH NEW HIGH DEFINITION
ANALOG CAMERA. UTILIZE EXISTING CABLING AND POWER
SUPPLIES. INSTALL NEW ANALOG HIGH DEFINITION
ENCODERS IN SECURITY EQUIPMENT ROOM.

5.  ALL NETWORK CAMERA TYPES ARE NEW UNLESS
OTHERWISE NOTED. INSTALL NEW CATEGORY 6 CABLING
FROM CAMERA TO RESPECTIVE ELECTRONIC SECURITY
NETWORK PATCH PANEL.

6. ALL EXISTING CLIENT WORKSTATIONS, TOUCHSCREEN
STATIONS, AND INTERCOM MASTER STATIONS AND
RESPECTIVE CABLING SHALL BE REMOVED AND
REPLACED. INSTALL NEW CATEGORY 6 CABLING FROM
WORK AREA OUTLET TO RESPECTIVE ELECTRONIC
SECURITY NETWORK PATCH PANEL.

7. ALL REMOVED EQUIPMENT AND CABLING SHALL BE
OFFERED TO THE OWNER. MATERIALS NOT ACCEPTED BY
THE OWNER SHALL BE REMOVED FROM THE SITE AND
PROPERLY DISPOSED OF BY THE CONTRACTOR.

SECURITY PLAN NOTES:

@ REMOVE EXISTING KEYPAD USED FOR LOCAL CONTROL OF
DOOR. REPLACE WITH CARD READER FOR CONTROL
THROUGH THE DETENTION CONTROL SYSTEM VIA THE
ACCESS CONTROL SYSTEM. REMOVE CONDUIT, POWER
SUPPLY, AND OTHER EQUIPMENT NOT REUSED FOR THIS

CONTROL CHANGE.

@ REPLACE EXISTING CAMERA WITH IP CAMERA. REMOVE
EXISTING ANALOG CABLING AND INSTALL NEW CATEGORY
CABLING TO ELECTRONIC SECURITY SWITCH IN C129.

©

@ PROVIDE NEW SURFACE MOUNTED INTERCOM IN 11 GA.
DETENTION GRADE STAINLESS STEEL BACK BOX. ROUTE
CONDUIT ON INSIDE OF BUILDING TO EQUIPMENT ROOM
C318. SECURE BOX TO WALL FROM WITHIN THE BOX USING
AT LEAST (1) 1/4" EXPANSION ANCHOR IN EACH CORNER.
WEATHERPROOF CAULK AROUND TOP AND SIDES OF BACK
BOX, LEAVE BOTTOM EXPOSED.

REMOVE EXISTING INTERCOM CABLING. INSTALL NEW
CATEGORY CABLING IN EXISTING PATHWAYS TO
ELECTRONIC SECURITY NETWORK SWITCH IN C129.

KEY PLAN
100 ADMINISTRATIVE SEGREGATION
200 MEDICAL / MENTAL HEALTH
300 EDUCATION
400 INMATE SERVICES
500 RECREATION
600 FOOD SERVICES
/700 LAUNDRY
/750 WAREHOUSE
800 INDUSTRIES
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GENERAL NOTES: STATE OF MISSOURI
@ @ @ @ @ @ @ @ @ @ 1. REFER TO SHEET T-000 FOR ADDITIONAL INFORMATION. MICHAELL.P ARSON,
GOVERNOR

2. UNLESS NOTED AS NEW, DEPICTED CONDUITS ARE
EXISTING TO REMAIN.
77777777777777777777777777777777777777777777777777777777777777777777777777777777 T 3. EXCEPT WHERE NOTED ON PLAN, IDENTIFIED WITHIN THE
\ DEVICE SCHEDULES, OR SPECIFIED WITHIN EQUIPMENT
LEGENDS, DEPICTED DEVICES AND ASSOCIATED WIRING
ARE EXISTING TO REMAIN FOR INCLUSION WITHIN THE
DETENTION CONTROL SYSTEM.
| - - — - - | y | ‘ : 4. TYPE 01 AND TYPE 02 CAMERAS ARE EXISTING ANALOG
] T T CAMERA LOCATIONS. REMOVE EXISTING ANALOG
M lj l J CENTRAL SERVICES HOUSING UNIT 1 CAMERA AND REPLACE WITH NEW HIGH DEFINITION
| | ANALOG CAMERA. UTILIZE EXISTING CABLING AND POWER
SUPPLIES. INSTALL NEW ANALOG HIGH DEFINITION
ENCODERS IN SECURITY EQUIPMENT ROOM.
5. ALL NETWORK CAMERA TYPES ARE NEW UNLESS
OTHERWISE NOTED. INSTALL NEW CATEGORY 6 CABLING
FROM CAMERA TO RESPECTIVE ELECTRONIC SECURITY
NETWORK PATCH PANEL. -
N
6. ALL EXISTING CLIENT WORKSTATIONS, TOUCHSCREEN Q,\\\\\\\\\ ¢ MI‘S‘HHII///,
STATIONS, AND INTERCOM MASTER STATIONS AND S« .,,.,'..6‘00 /////
RESPECTIVE CABLING SHALL BE REMOVED AND _§:‘°§R‘,-‘ %,
REPLACED. INSTALL NEW CATEGORY 6 CABLING FROM = 3" MARK ™ %
WORK AREA OUTLET TO RESPECTIVE ELECTRONIC =8 D 5z
SECURITY NETWORK PATCH PANEL. =ds MAURER % z
Z e 2= =
7. ALL REMOVED EQUIPMENT AND CABLING SHALL BE % % NUMBER &=
OFFERED TO THE OWNER. MATERIALS NOT ACCEPTED BY %?}?‘.. E-28923 S &=
THE OWNER SHALL BE REMOVED FROM THE SITE AND N QL5 =
PROPERLY DISPOSED OF BY THE CONTRACTOR. ///// '9.(.) E-Sfé{ S
N
SECURITY PLAN NOTES: iy H\.\u\\\\\\\\\\\\\\
. (1) REPLAGE EXISTING ANALOG PTZ CAMERA WITH IP PTZ 10/11/2021
CAMERA. INSTALL NEW CATEGORY 6 CABLING AND
CONDUIT PATHWAY TO ELECTRONIC SECURITY NETWORK CONSULTANTS
SWITCH IN C2200.
(2) EXISTING CCTV POWER SUPPLY. REMOVE AND REPLACE.
(3) EXISTING 30KVA UPS AND BATTERIES. PROVIDE UPS rr HENDERSON
ALARM OUTPUTS TO NEW TOUCHSCREEN CONTROL ENGINEERS
SYSTEM FOR SECONDARY ANNUNICATION OF ALARMS. 801 MAIN. SUITE 300
(© pruo pxisTive oS omERA D comKL crete TL (5105410 A 10 7
3 .
| PROVIDE NEW CONDUIT PATHWAY. WWW.HENDERSONENGINEERS.COM
| | 1750003515
o 1 | @ REMOVE AND REPLACE EXISTING FISHEYE CAMERA. DEMO MO. CORE R TE Ny MEE . E-556D
T | OLD CABLE AND INSTALL NEW CATEGORY CABLE AND
| CONDUIT PATHWAY TO NEAREST ELECTRONIC SECURITY
. - _ . . . -y - Ea . . . N . . 1 B - NETWORK SWITCH.
| I | | i (6) DEMO EXISTING ANALOG CAMERA AND COAXIAL CABLING.
| INSTALL NEW CATEGORY 6 CABLING SERVED FROM C2200.
| SHIFT NEW CAMERA LOCATION TO INSIDE CORNER.
| (7) PROVIDE CORNER MOUNT BRACKET AND INSTALLATION
| BOX.
i PROVIDE NEW DOOR MONITOR.
o7t i (2) EXISTING UPS DISTRIBUTION PANEL FOR CIRCUITING ALL
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GENERAL NOTES:
1. REFER TO SHEET T-000 FOR ADDITIONAL INFORMATION.

2. UNLESS NOTED AS NEW, DEPICTED CONDUITS ARE
EXISTING TO REMAIN.

3. EXCEPT WHERE NOTED ON PLAN, IDENTIFIED WITHIN THE
DEVICE SCHEDULES, OR SPECIFIED WITHIN EQUIPMENT
LEGENDS, DEPICTED DEVICES AND ASSOCIATED WIRING
ARE EXISTING TO REMAIN FOR INCLUSION WITHIN THE
DETENTION CONTROL SYSTEM.

4. TYPE 01 AND TYPE 02 CAMERAS ARE EXISTING ANALOG
CAMERA LOCATIONS. REMOVE EXISTING ANALOG
CAMERA AND REPLACE WITH NEW HIGH DEFINITION
ANALOG CAMERA. UTILIZE EXISTING CABLING AND POWER
SUPPLIES. INSTALL NEW ANALOG HIGH DEFINITION
ENCODERS IN SECURITY EQUIPMENT ROOM.

5.  ALL NETWORK CAMERA TYPES ARE NEW UNLESS
OTHERWISE NOTED. INSTALL NEW CATEGORY 6 CABLING
FROM CAMERA TO RESPECTIVE ELECTRONIC SECURITY
NETWORK PATCH PANEL.

6. ALL EXISTING CLIENT WORKSTATIONS, TOUCHSCREEN
STATIONS, AND INTERCOM MASTER STATIONS AND
RESPECTIVE CABLING SHALL BE REMOVED AND
REPLACED. INSTALL NEW CATEGORY 6 CABLING FROM
WORK AREA OUTLET TO RESPECTIVE ELECTRONIC
SECURITY NETWORK PATCH PANEL.

7. ALL REMOVED EQUIPMENT AND CABLING SHALL BE
OFFERED TO THE OWNER. MATERIALS NOT ACCEPTED BY
THE OWNER SHALL BE REMOVED FROM THE SITE AND
PROPERLY DISPOSED OF BY THE CONTRACTOR.

SECURITY PLAN NOTES:

PROVIDE NEW SURFACE MOUNTED INTERCOM IN 11 GA.
DETENTION GRADE STAINLESS STEEL BACK BOX. ROUTE
CONDUIT ON INSIDE OF BUILDING TO EQUIPMENT ROOM.
SECURE BOX TO WALL FROM WITHIN THE BOX USING AT
LEAST (1) 1/4" EXPANSION ANCHOR IN EACH CORNER.
WEATHERPROOF CAULK AROUND TOP AND SIDES OF BACK
BOX, LEAVE BOTTOM EXPOSED.

@ PROVIDE NEW SURFACE MOUNTED INTERCOM IN 11 GA.
DETENTION GRADE STAINLESS STEEL BACK BOX. ROUTE
CONDUIT ON INSIDE OF BUILDING TO EQUIPMENT ROOM.
SECURE BOX TO WALL FROM WITHIN THE BOX USING AT
LEAST (1) 1/4" EXPANSION ANCHOR IN EACH CORNER.

STATE OF MISSOURI
MICHAEL L. PARSON,
GOVERNOR
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GENERAL NOTES: STATE OF MISSOURI
> @ @ @ @ @ @ < 1. REFER TO SHEET T-000 FOR ADDITIONAL INFORMATION. MICHAEL L. PARSON,
GOVERNOR

2. UNLESS NOTED AS NEW, DEPICTED CONDUITS ARE
EXISTING TO REMAIN.

i ‘ 3. EXCEPT WHERE NOTED ON PLAN, IDENTIFIED WITHIN THE
DEVICE SCHEDULES, OR SPECIFIED WITHIN EQUIPMENT

! LEGENDS, DEPICTED DEVICES AND ASSOCIATED WIRING
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ENCODERS IN SECURITY EQUIPMENT ROOM.
5. ALL NETWORK CAMERA TYPES ARE NEW UNLESS
OTHERWISE NOTED. INSTALL NEW CATEGORY 6 CABLING
FROM CAMERA TO RESPECTIVE ELECTRONIC SECURITY
NETWORK PATCH PANEL. -
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GENERAL NOTES: STATE OF MISSOURI
@ @ @ @ 1. REFER TO SHEET T-000 FOR ADDITIONAL INFORMATION. MICHAEL L. PARSON,
2. UNLESS NOTED AS NEW, DEPICTED CONDUITS ARE GOVERNOR
EXISTING TO REMAIN.
3. EXCEPT WHERE NOTED ON PLAN, IDENTIFIED WITHIN THE
DEVICE SCHEDULES, OR SPECIFIED WITHIN EQUIPMENT
LEGENDS, DEPICTED DEVICES AND ASSOCIATED WIRING
o - ARE EXISTING TO REMAIN FOR INCLUSION WITHIN THE
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GENERAL NOTES: STATE OF MISSOURI
@ 10.4 @ @ @ @ @ @ 1. REFER TO SHEET T-000 FOR ADDITIONAL INFORMATION. MICHAEL L. PARSON,
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GENERAL NOTES: STATE OF MISSOURI

@ @ @ @ @ @ @ @ @ 1. REFER TO SHEET T-000 FOR ADDITIONAL INFORMATION. MICHAEL L. PARSON,
GOVERNOR

2. UNLESS NOTED AS NEW, DEPICTED CONDUITS ARE
EXISTING TO REMAIN.

77777777777777777777777777777777777777777777777777777777777777777777777777777777 e e e 3. EXCEPT WHERE NOTED ON PLAN, IDENTIFIED WITHIN THE
: DEVICE SCHEDULES, OR SPECIFIED WITHIN EQUIPMENT

| LEGENDS, DEPICTED DEVICES AND ASSOCIATED WIRING
i ARE EXISTING TO REMAIN FOR INCLUSION WITHIN THE
DETENTION CONTROL SYSTEM.

4. TYPE 01 AND TYPE 02 CAMERAS ARE EXISTING ANALOG
€ 1 il € 1 1 - - CAMERA LOCATIONS. REMOVE EXISTING ANALOG
U B CAMERA AND REPLACE WITH NEW HIGH DEFINITION
ANALOG CAMERA. UTILIZE EXISTING CABLING AND POWER
| SUPPLIES. INSTALL NEW ANALOG HIGH DEFINITION
ENCODERS IN SECURITY EQUIPMENT ROOM.

5.  ALL NETWORK CAMERA TYPES ARE NEW UNLESS
OTHERWISE NOTED. INSTALL NEW CATEGORY 6 CABLING
FROM CAMERA TO RESPECTIVE ELECTRONIC SECURITY
NETWORK PATCH PANEL.

6. ALL EXISTING CLIENT WORKSTATIONS, TOUCHSCREEN \%\\\ F IS /,/
STATIONS, AND INTERCOM MASTER STATIONS AND _§ '\%......’..Soa ///)
RESPECTIVE CABLING SHALL BE REMOVED AND § Cg\ .“ .’Q. Y ////
REPLACED. INSTALL NEW CATEGORY 6 CABLING FROM ;_:—“ .o. MARK '.. &//u
WORK AREA OUTLET TO RESPECTIVE ELECTRONIC =3 D 0.6 é
SECURITY NETWORK PATCH PANEL. ’;,: gs MAURER :Lé.\ =

= - L4 4 Jrany E

7. ALL REMOVED EQUIPMENT AND CABLING SHALL BE Z9% NUMBER o=
OFFERED TO THE OWNER. MATERIALS NOT ACCEPTED BY %&.o. E_28923 .‘(‘?—;-:
THE OWNER SHALL BE REMOVED FROM THE SITE AND 4’// ® 0 ..' .
PROPERLY DISPOSED OF BY THE CONTRACTOR. ///// ,9.5 “éé{ §

N
: — SECURITY PLAN NOTES: /””“““\E“\\\\\‘Q\\\\\\\\
' 10/11/2021
® INSTALL CABINET WITH ENVIRONMENTALLY HARDENED
POE SWITCH FOR NEW POE CAMERAS OUTSIDE OF CONSULTANTS

DISTANCE LIMITATIONS FROM EQUIPMENT ROOMS C634.
PROVIDE INTEGRAL UPS WITH NETWORK MONITORING. ALL
COMPONENTS SHALL BE INSTALLED IN A LOCKING
ENCLOSURE. HARDWIRE POWER IN CONDUIT FROM

EXISTING NEARBY 120VAC CONVENIENCE CIRCUIT. SEE r HENDERSON
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GENERAL NOTES:

1.

2.

REFER TO SHEET T-000 FOR ADDITIONAL INFORMATION.

UNLESS NOTED AS NEW, DEPICTED CONDUITS ARE
EXISTING TO REMAIN.

EXCEPT WHERE NOTED ON PLAN, IDENTIFIED WITHIN THE
DEVICE SCHEDULES, OR SPECIFIED WITHIN EQUIPMENT
LEGENDS, DEPICTED DEVICES AND ASSOCIATED WIRING
ARE EXISTING TO REMAIN FOR INCLUSION WITHIN THE
DETENTION CONTROL SYSTEM.

TYPE 01 AND TYPE 02 CAMERAS ARE EXISTING ANALOG
CAMERA LOCATIONS. REMOVE EXISTING ANALOG
CAMERA AND REPLACE WITH NEW HIGH DEFINITION
ANALOG CAMERA. UTILIZE EXISTING CABLING AND POWER
SUPPLIES. INSTALL NEW ANALOG HIGH DEFINITION
ENCODERS IN SECURITY EQUIPMENT ROOM.

ALL NETWORK CAMERA TYPES ARE NEW UNLESS
OTHERWISE NOTED. INSTALL NEW CATEGORY 6 CABLING
FROM CAMERA TO RESPECTIVE ELECTRONIC SECURITY
NETWORK PATCH PANEL.

ALL EXISTING CLIENT WORKSTATIONS, TOUCHSCREEN
STATIONS, AND INTERCOM MASTER STATIONS AND
RESPECTIVE CABLING SHALL BE REMOVED AND
REPLACED. INSTALL NEW CATEGORY 6 CABLING FROM
WORK AREA OUTLET TO RESPECTIVE ELECTRONIC
SECURITY NETWORK PATCH PANEL.

ALL REMOVED EQUIPMENT AND CABLING SHALL BE
OFFERED TO THE OWNER. MATERIALS NOT ACCEPTED BY
THE OWNER SHALL BE REMOVED FROM THE SITE AND
PROPERLY DISPOSED OF BY THE CONTRACTOR.

CONTRACTOR SHALL PROVIDE PENDANT MOUNTING
HARDWARE FOR CAMERAS IN GENERAL WAREHOUSE/
STORAGE AND MANUFACTURING PLAN/ INDUSTRIES AS
NECESSARY TO PROVIDE CLEAR FIELD OF VIEW.

SECURITY PLAN NOTES:
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PROVIDE NEW SURFACE MOUNTED INTERCOM IN 11 GA.
DETENTION GRADE STAINLESS STEEL BACK BOX. ROUTE
CONDUIT ON INSIDE OF BUILDING TO EQUIPMENT ROOM.
SECURE BOX TO WALL FROM WITHIN THE BOX USING AT
LEAST (1) 1/4" EXPANSION ANCHOR IN EACH CORNER.
WEATHERPROOF CAULK AROUND TOP AND SIDES OF BACK
BOX, LEAVE BOTTOM EXPOSED.

PROVIDE NEW SURFACE MOUNTED INTERCOM IN 11 GA.
DETENTION GRADE STAINLESS STEEL BACK BOX. ROUTE
CONDUIT ON INSIDE OF BUILDING TO EQUIPMENT ROOM.
SECURE BOX TO WALL FROM WITHIN THE BOX USING AT
LEAST (1) 1/4" EXPANSION ANCHOR IN EACH CORNER.
WEATHERPROOF CAULK AROUND TOP AND SIDES OF BACK
BOX, LEAVE BOTTOM EXPOSED.

EXISTING ANALOG CAMERA. REMOVE ANALOG CABLING.
INSTALL NEW IP CAMERA, CATEGORY CABLING, AND
CONDUIT PATHWAY TO NEAREST ELECTRONIC SECURITY
NETWORK SWITCH.

KEY PLAN
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GENERAL NOTES: STATE OF MISSOURI
1. REFER TO SHEET T-000 FOR ADDITIONAL INFORMATION. MICHAEL L. PARSON,
2. UNLESS NOTED AS NEW, DEPICTED CONDUITS ARE GOVERNOR

EXISTING TO REMAIN.
@ @ @ @ @ 3. EXCEPT WHERE NOTED ON PLAN, IDENTIFIED WITHIN THE
DEVICE SCHEDULES, OR SPECIFIED WITHIN EQUIPMENT

LEGENDS, DEPICTED DEVICES AND ASSOCIATED WIRING
ARE EXISTING TO REMAIN FOR INCLUSION WITHIN THE
DETENTION CONTROL SYSTEM.
N N5 4. TYPE 01 AND TYPE 02 CAMERAS ARE EXISTING ANALOG
17 CAMERA LOCATIONS. REMOVE EXISTING ANALOG
C-043 60" AFE CAMERA AND REPLACE WITH NEW HIGH DEFINITION
11 5 ANALOG CAMERA. UTILIZE EXISTING CABLING AND POWER
(:)—-ﬁ ﬁ 5 SUPPLIES. INSTALL NEW ANALOG HIGH DEFINITION
- - - - - 7 - - - T - - T - T T - ] | ELYT T - - - - 11— ENCODERS IN SECURITY EQUIPMENT ROOM.
| | @§> | @§> | 5. ALL NETWORK CAMERA TYPES ARE NEW UNLESS
H H OTHERWISE NOTED. INSTALL NEW CATEGORY 6 CABLING
FROM CAMERA TO RESPECTIVE ELECTRONIC SECURITY
NETWORK PATCH PANEL.
6. ALL EXISTING CLIENT WORKSTATIONS, TOUCHSCREEN N OF MIS.o. My
STATIONS, AND INTERCOM MASTER STATIONS AND \? .....‘,.6‘00 /////
RESPECTIVE CABLING SHALL BE REMOVED AND \§:‘°§\ e %,
REPLACED. INSTALL NEW CATEGORY 6 CABLING FROM = 2 MARK ™ .72
WORK AREA OUTLET TO RESPECTIVE ELECTRONIC = 28 D 5z
o SECURITY NETWORK PATCH PANEL. =Mme : T Z
’Z; %:. MAURER HE =
7. ALL REMOVED EQUIPMENT AND CABLING SHALL BE 2\ NUMBER o=
C-X052 OFFERED TO THE OWNER. MATERIALS NOT ACCEPTED BY X e, E-28923 05‘ =
01 THE OWNER SHALL BE REMOVED FROM THE SITE AND %, 76 QL5 =
PROPERLY DISPOSED OF BY THE CONTRACTOR. ///// '9.(.) E-Sfé‘\ \§%‘
[ \\
Hw 5-X000 8. CONTRACTOR SHALL PROVIDE PENDANT MOUNTING iy H\.\“\\\\\\\\\\\\\%
HARDWARE FOR CAMERAS IN GENERAL WAREHOUSE/ 10/11/2021
STORAGE AND MANUFACTURING PLAN/ INDUSTRIES AS
NECESSARY TO PROVIDE CLEAR FIELD OF VIEW. CONSULTANTS
C-x050 SECURITY PLAN NOTES:
(1) PROVIDE NEW SURFACE MOUNTED INTERCOM IN 11 GA.
DETENTION GRADE STAINLESS STEEL BACK BOX. ROUTE
CONDUIT ON INSIDE OF BUILDING TO EQUIPMENT ROOM. HENDERSON
N SECURE BOX TO WALL FROM WITHIN THE BOX USING AT ENGINEERS
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GENERAL NOTES:

1.

2.

©

REFER TO SHEET T-000 FOR ADDITIONAL INFORMATION.

UNLESS NOTED AS NEW, DEPICTED CONDUITS ARE
EXISTING TO REMAIN.

EXCEPT WHERE NOTED ON PLANS, IDENTIFIED WITHIN THE
DEVICE SCHEDULES, OR SPECIFIED WITHIN EQUIPMENT
LEGENDS, DEPICTED DEVICES AND ASSOCIATED WIRING
ARE EXISTING TO REMAIN FOR INCLUSION WITHIN
DETENTION CONTROL SYSTEM.

TYPE 01 AND TYPE 02 CAMERAS ARE EXISTING ANALOG
CAMERA LOCATIONS. REMOVE EXISTING ANALOG
CAMERA AND REPLACE WITH NEW HIGH DEFINITION
ANALOG CAMERA. UTILIZE EXISTING CABLING AND POWER
SUPPLIES. INSTALL NEW ANALOG HIGH DEFINITION
ENCODERS IN SECURITY EQUIPMENT ROOM.

ALL NETWORK CAMERA TYPES ARE NEW UNLESS
OTHERWISE NOTED. INSTALL NEW CATEGORY 6 CABLING
FROM CAMERA TO RESPECTIVE ELECTRONIC SECURITY
NETWORK PATCH PANEL.

ALL EXISTING CLIENT WORKSTATIONS, TOUCHSCREEN
STATIONS, INTERCOM MASTER STATIONS AND
RESPECTIVE CABLING SHALL BE REMOVED AND
REPLACED. INSTALL NEW CATEGORY 6 CABLING FROM
WORK AREA OUTLET TO ELECTRONIC SECURITY
NETWORK SWITCH IN H117.

ALL REMOVED EQUIPMENT AND CABLING SHALL BE
OFFERED TO THE OWNER. MATERIALS NOT ACCEPTED BY
THE OWNER SHALL BE REMOVED FROM THE SITE AND
PROPERLY DISPOSED OF BY THE CONTRACTOR.

ALL NETWORK DEVICES ARE SERVED BY ELECT SECURITY
H117. INSTALL NEW CATEGORY 6 CABLING BETWEEN NEW
PATCH PANEL AND DEVICES.

ON A PER-DAYROOM BASIS, PROVIDE CONTROL AND
STATUS INDICATION OF WATER VALVES, LIGHTING FOR
UPPER CELLS, LOWER CELLS, AND DAYROOM.

SECURITY PLAN NOTES:

®

©

ORIGINAL CAMERAS HAVE BEEN REMOVED. INSPECT RG59
COAXIAL CABLING AND 18AWR POWER CABLING FOR
DAMAGE. RETERMINATE AND TEST FOR REUSE. NOTIFY
OWNER AND DESIGN CONSULTANT IF INSPECTION
REVEALS DAMAGED CABLE.

REMOVE EXISTING ANALOG CAMERAS AND CABLING.
INSTALL NEW NETWORK CAMERA AND CATEGORY 6
CABLING.

INSTALL NEW NETWORK CAMERA AND CATEGORY 6
CABLING.

PROVIDE NEW IP CAMERA, CATEGORY CABLING, AND
CONDUIT PATHWAY. EXACT PLACEMENT SHALL BE
COORDINATED WITH CONVEX MIRROR TO PROVIDE
UNOBSTRUCTED FIELD OF VIEW.

DEMO EXISTING ANALOG CAMERA AND CABLING. PROVIDE
STAINLESS STEEL COVER FOR VACATED ROUGH-IN.

STATE OF MISSOURI
MICHAEL L. PARSON,
GOVERNOR
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GENERAL NOTES: STATE OF MISSOURI
@ @ @ @ @ @ @ @ @ 1. REFER TO SHEET T-000 FOR ADDITIONAL INFORMATION. MICHAEL L. PARSON,

2. UNLESS NOTED AS NEW, DEPICTED CONDUITS ARE GOVERNOR
EXISTING TO REMAIN.

3. EXCEPT WHERE NOTED ON PLANS, IDENTIFIED WITHIN THE
DEVICE SCHEDULES, OR SPECIFIED WITHIN EQUIPMENT
LEGENDS, DEPICTED DEVICES AND ASSOCIATED WIRING
ARE EXISTING TO REMAIN FOR INCLUSION WITHIN
DETENTION CONTROL SYSTEM.

4. TYPE 01 AND TYPE 02 CAMERAS ARE EXISTING ANALOG
CAMERA LOCATIONS. REMOVE EXISTING ANALOG
CAMERA AND REPLACE WITH NEW HIGH DEFINITION
ANALOG CAMERA. UTILIZE EXISTING CABLING AND POWER
SUPPLIES. INSTALL NEW ANALOG HIGH DEFINITION
ENCODERS IN SECURITY EQUIPMENT ROOM.

5.  ALL NETWORK CAMERA TYPES ARE NEW UNLESS
OTHERWISE NOTED. INSTALL NEW CATEGORY 6 CABLING

FROM CAMERA TO RESPECTIVE ELECTRONIC SECURITY
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- NETWORK PATCH PANEL. -
WA
6. ALL EXISTING CLIENT WORKSTATIONS, TOUCHSCREEN Q'\\\\\\\\\E)F I.S‘“”” ”
STATIONS, INTERCOM MASTER STATIONS AND SRMBE
RESPECTIVE CABLING SHALL BE REMOVED AND Ny .7,
REPLACED. INSTALL NEW CATEGORY 6 CABLING FROM = 9% MARK %%
WORK AREA OUTLET TO ELECTRONIC SECURITY =2 D Wz
NETWORK SWITCH IN H117. Z3i MAURER 22
7. ALL REMOVED EQUIPMENT AND CABLING SHALL BE Z“% NUMBER &=
OFFERED TO THE OWNER. MATERIALS NOT ACCEPTED BY %?}?‘.. E-28023 S =
THE OWNER SHALL BE REMOVED FROM THE SITE AND %, %0 AN =
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e —— — ! 0 D) 8. ALLNETWORK DEVICES ARE SERVED BY ELECT SECURITY /’Nlm,\m\\\\\\\\\\\\%
oM H117. INSTALL NEW CATEGORY 6 CABLING BETWEEN NEW 10/11/2021
PATCH PANEL AND DEVICES.
wo. wo 9. ON A PER-DAYROOM BASIS, PROVIDE CONTROL AND CONSULTANTS
STATUS INDICATION OF WATER VALVES, LIGHTING FOR
SHOWERS UPPER CELLS, LOWER CELLS, AND DAYROOM.
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REFER TO SHEET T-000 FOR ADDITIONAL INFORMATION.

UNLESS NOTED AS NEW, DEPICTED CONDUITS ARE
EXISTING TO REMAIN.

EXCEPT WHERE NOTED ON PLANS, IDENTIFIED WITHIN THE
DEVICE SCHEDULES, OR SPECIFIED WITHIN EQUIPMENT
LEGENDS, DEPICTED DEVICES AND ASSOCIATED WIRING
ARE EXISTING TO REMAIN FOR INCLUSION WITHIN
DETENTION CONTROL SYSTEM.

TYPE 01 AND TYPE 02 CAMERAS ARE EXISTING ANALOG
CAMERA LOCATIONS. REMOVE EXISTING ANALOG
CAMERA AND REPLACE WITH NEW HIGH DEFINITION
ANALOG CAMERA. UTILIZE EXISTING CABLING AND POWER
SUPPLIES. INSTALL NEW ANALOG HIGH DEFINITION
ENCODERS IN SECURITY EQUIPMENT ROOM.

ALL NETWORK CAMERA TYPES ARE NEW UNLESS
OTHERWISE NOTED. INSTALL NEW CATEGORY 6 CABLING
FROM CAMERA TO RESPECTIVE ELECTRONIC SECURITY
NETWORK PATCH PANEL.

ALL EXISTING CLIENT WORKSTATIONS, TOUCHSCREEN
STATIONS, INTERCOM MASTER STATIONS AND
RESPECTIVE CABLING SHALL BE REMOVED AND
REPLACED. INSTALL NEW CATEGORY 6 CABLING FROM
WORK AREA OUTLET TO ELECTRONIC SECURITY
NETWORK SWITCH IN H117.

ALL REMOVED EQUIPMENT AND CABLING SHALL BE
OFFERED TO THE OWNER. MATERIALS NOT ACCEPTED BY
THE OWNER SHALL BE REMOVED FROM THE SITE AND
PROPERLY DISPOSED OF BY THE CONTRACTOR.

ALL NETWORK DEVICES ARE SERVED BY ELECT SECURITY
H117. INSTALL NEW CATEGORY 6 CABLING BETWEEN NEW
PATCH PANEL AND DEVICES.

ON A PER-DAYROOM BASIS, PROVIDE CONTROL AND
STATUS INDICATION OF WATER VALVES, LIGHTING FOR
UPPER CELLS, LOWER CELLS, AND DAYROOM.
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REPLACE EXITING IP CAMERA. INSTALL NEW CATEGORY
CABLING AND PATHWAY TO NEW ELECTRONIC SECURITY
NETWORK SWITCH.

PROVIDE NEW IP CAMERA, CATEGORY CABLING, AND
CONDUIT PATHWAY. EXACT PLACEMENT SHALL BE
COORDINATED WITH CONVEX MIRROR TO PROVIDE
UNOBSTRUCTED FIELD OF VIEW.

DEMO EXISTING ANALOG CAMERA AND CABLING. PROVIDE
STAINLESS STEEL COVER FOR VACATED ROUGH-IN.

STATE OF MISSOURI
MICHAEL L. PARSON,
GOVERNOR

S ol 7,
= @ > 7/
SoF MARK v @%
=m$ D. T Z
Z %; MAURER :=Z=
Z“9% NUMBER o=

Z %

‘00 u"‘. =
0 ESS\ \\\\*‘%
I\

10/11/2021

CONSULTANTS

HENDERSON

ENGINEERS
1801 MAIN, SUITE 300

KANSAS CITY, MO 64108

TEL (816) 663-8700 FAX (816) 663-8701
WWW.HENDERSONENGINEERS.COM

1750003515
MO. CORPORATE NUMBER: E-556D
EXPIRES 12/31/20

OFFICE OF ADMINISTRATION
DIVISION OF FACILITIES
MANAGEMENT,

DESIGN AND CONSTRUCTION

DEPARTMENT OF
CORRECTIONS

REPLACE SECURITY
SYSTEM

(VARIOUS SECURITY
ENHANCEMENTYS)

SOUTHEAST
CORRECTIONAL
CENTER
CHARLESTON, MO.

PROJECT # C1804-01
SITE # 2320
FACILITY # 25587
ASSET# 25553

REVISION:
DATE:
REVISION:
DATE:
REVISION:
DATE:

ISSUE DATE: 10/08/2021

C1804-01-2320-

CAD DWG FILE:25587-T-117
DRAWN BY: MT
CHECKED BY: MM
DESIGNED BY: RM BM

SHEET TITLE:

HOUSING UNIT 3
GROUND
FLOOR PLAN

SHEET NUMBER:

T-117

19 OF 48 SHEETS
10/08/2021



m.d.maurer

m.d.maurer
Date
10/11/2021


GENERAL NOTES: STATE OF MISSOURI
@ @ @ @ @ @ @ @ @ 1. REFER TO SHEET T-000 FOR ADDITIONAL INFORMATION. MICHAEL L. PARSON,
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2. UNLESS NOTED AS NEW, DEPICTED CONDUITS ARE GOVERNOR
EXISTING TO REMAIN.
3. EXCEPT WHERE NOTED ON PLANS, IDENTIFIED WITHIN THE
DEVICE SCHEDULES, OR SPECIFIED WITHIN EQUIPMENT
LEGENDS, DEPICTED DEVICES AND ASSOCIATED WIRING
ARE EXISTING TO REMAIN FOR INCLUSION WITHIN
DETENTION CONTROL SYSTEM.
4. TYPE 01 AND TYPE 02 CAMERAS ARE EXISTING ANALOG
CAMERA LOCATIONS. REMOVE EXISTING ANALOG
CAMERA AND REPLACE WITH NEW HIGH DEFINITION
ANALOG CAMERA. UTILIZE EXISTING CABLING AND POWER
SUPPLIES. INSTALL NEW ANALOG HIGH DEFINITION
ENCODERS IN SECURITY EQUIPMENT ROOM.
@ 5. ALL NETWORK CAMERA TYPES ARE NEW UNLESS
OTHERWISE NOTED. INSTALL NEW CATEGORY 6 CABLING
FROM CAMERA TO RESPECTIVE ELECTRONIC SECURITY
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GENERAL NOTES:

@ & - ©

1. REFER TO SHEET T-000 FOR ADDITIONAL INFORMATION.

2. UNLESS NOTED AS NEW, DEPICTED CONDUITS ARE
EXISTING TO REMAIN.

3. EXCEPT WHERE NOTED ON PLANS, IDENTIFIED WITHIN THE
DEVICE SCHEDULES, OR SPECIFIED WITHIN EQUIPMENT
LEGENDS, DEPICTED DEVICES AND ASSOCIATED WIRING
ARE EXISTING TO REMAIN FOR INCLUSION WITHIN
DETENTION CONTROL SYSTEM.

4. TYPE 01 AND TYPE 02 CAMERAS ARE EXISTING ANALOG
CAMERA LOCATIONS. REMOVE EXISTING ANALOG
CAMERA AND REPLACE WITH NEW HIGH DEFINITION
ANALOG CAMERA. UTILIZE EXISTING CABLING AND POWER
SUPPLIES. INSTALL NEW ANALOG HIGH DEFINITION
ENCODERS IN SECURITY EQUIPMENT ROOM.

5.  ALL NETWORK CAMERA TYPES ARE NEW UNLESS
OTHERWISE NOTED. INSTALL NEW CATEGORY 6 CABLING
FROM CAMERA TO RESPECTIVE ELECTRONIC SECURITY
NETWORK PATCH PANEL.

6. ALL EXISTING CLIENT WORKSTATIONS, TOUCHSCREEN
STATIONS, INTERCOM MASTER STATIONS AND
RESPECTIVE CABLING SHALL BE REMOVED AND
REPLACED. INSTALL NEW CATEGORY 6 CABLING FROM
WORK AREA OUTLET TO ELECTRONIC SECURITY
NETWORK SWITCH IN H117.

7. ALL REMOVED EQUIPMENT AND CABLING SHALL BE
OFFERED TO THE OWNER. MATERIALS NOT ACCEPTED BY
THE OWNER SHALL BE REMOVED FROM THE SITE AND
PROPERLY DISPOSED OF BY THE CONTRACTOR.

8. ALL NETWORK DEVICES ARE SERVED BY ELECT SECURITY
H117. INSTALL NEW CATEGORY 6 CABLING BETWEEN NEW
PATCH PANEL AND DEVICES.

9. ON A PER-DAYROOM BASIS, PROVIDE CONTROL AND

STATUS INDICATION OF WATER VALVES, LIGHTING FOR
UPPER CELLS, LOWER CELLS, AND DAYROOM.

SECURITY PLAN NOTES:

2 Ar ® REPLACE EXISTING WIRELESS GATE CONTROLS WITH

WIRED PLC CONTROL. EXTEND EXISTING GATE CONTROL
WIRING AND ADD GATE AND LOCK POSITION SENSING
WIRING FROM MECHANICAL CHASE/STORAGE ROOM H114
TO THE PLC CONTROL CABINET IN ROOM H117. SEE
MEZZANINE PLAN FOR ADDITIONAL INFORMATION.

REMOVE WIRELESS GATE CONTROLLER EQUIPMENT AND
RETAIN ENCLOSURE. USE DIN RAIL MOUNTED CONNECTOR
BLOCKS WITHIN ENCLOSURE TO EXTEND GATE CONTROL
AND MONITORING WIRING TO PLC I/O.

REPLACE EXITING IP CAMERA. INSTALL NEW CATEGORY
CABLING AND PATHWAY TO NEW ELECTRONIC SECURITY
NETWORK SWITCH.

PROVIDE NEW IP CAMERA, CATEGORY CABLING, AND
CONDUIT PATHWAY. EXACT PLACEMENT SHALL BE
COORDINATED WITH CONVEX MIRROR TO PROVIDE
UNOBSTRUCTED FIELD OF VIEW.

DEMO EXISTING ANALOG CAMERA AND CABLING. PROVIDE
STAINLESS STEEL COVER FOR VACATED ROUGH-IN.
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GENERAL NOTES:

1. REFER TO SHEET T-000 FOR ADDITIONAL INFORMATION.

2. UNLESS NOTED AS NEW, DEPICTED CONDUITS ARE
EXISTING TO REMAIN.

3. EXCEPT WHERE NOTED ON PLANS, IDENTIFIED WITHIN THE
DEVICE SCHEDULES, OR SPECIFIED WITHIN EQUIPMENT
LEGENDS, DEPICTED DEVICES AND ASSOCIATED WIRING
ARE EXISTING TO REMAIN FOR INCLUSION WITHIN
DETENTION CONTROL SYSTEM.

4. TYPE 01 AND TYPE 02 CAMERAS ARE EXISTING ANALOG
CAMERA LOCATIONS. REMOVE EXISTING ANALOG
CAMERA AND REPLACE WITH NEW HIGH DEFINITION
ANALOG CAMERA. UTILIZE EXISTING CABLING AND POWER
SUPPLIES. INSTALL NEW ANALOG HIGH DEFINITION
ENCODERS IN SECURITY EQUIPMENT ROOM.

5.  ALL NETWORK CAMERA TYPES ARE NEW UNLESS
OTHERWISE NOTED. INSTALL NEW CATEGORY 6 CABLING
FROM CAMERA TO RESPECTIVE ELECTRONIC SECURITY
NETWORK PATCH PANEL.

6. ALL EXISTING CLIENT WORKSTATIONS, TOUCHSCREEN
STATIONS, INTERCOM MASTER STATIONS AND
RESPECTIVE CABLING SHALL BE REMOVED AND
REPLACED. INSTALL NEW CATEGORY 6 CABLING FROM
WORK AREA OUTLET TO ELECTRONIC SECURITY
NETWORK SWITCH IN H117.

7. ALL REMOVED EQUIPMENT AND CABLING SHALL BE
OFFERED TO THE OWNER. MATERIALS NOT ACCEPTED BY
THE OWNER SHALL BE REMOVED FROM THE SITE AND
PROPERLY DISPOSED OF BY THE CONTRACTOR.

©

ALL NETWORK DEVICES ARE SERVED BY ELECT SECURITY
H117. INSTALL NEW CATEGORY 6 CABLING BETWEEN NEW
PATCH PANEL AND DEVICES.

9. ON A PER-DAYROOM BASIS, PROVIDE CONTROL AND

STATUS INDICATION OF WATER VALVES, LIGHTING FOR
UPPER CELLS, LOWER CELLS, AND DAYROOM.
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@ HOUSING UNIT 4 MEZZANINE FLOOR PLAN

@

ADDITIONAL GATE AND LOCK POSITION SENSING WIRING
FROM MECHANICAL CHASE/STORAGE ROOM H114 TO THE
PLC CONTROL CABINET IN ROOM H117. ROUTE 1-1/4" RIGID
STEEL CONDUIT TIGHT TO OVERHEAD STRUCTURE WHEN
ROUTING OUTSIDE OF EQUIPMENT ROOM SPACES. PLAN
CONDUIT ROUTING TO AVOID PULLBOXES WITHIN INMATE
SPACES. SEE GROUND FLOOR PLAN FOR ADDITIONAL
INFORMATION.
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REFER TO SHEET T-000 FOR ADDITIONAL INFORMATION.

UNLESS NOTED AS NEW, DEPICTED CONDUITS ARE
EXISTING TO REMAIN.

EXCEPT WHERE NOTED ON PLANS, IDENTIFIED WITHIN THE
DEVICE SCHEDULES, OR SPECIFIED WITHIN EQUIPMENT
LEGENDS, DEPICTED DEVICES AND ASSOCIATED WIRING
ARE EXISTING TO REMAIN FOR INCLUSION WITHIN
DETENTION CONTROL SYSTEM.

TYPE 01 AND TYPE 02 CAMERAS ARE EXISTING ANALOG
CAMERA LOCATIONS. REMOVE EXISTING ANALOG
CAMERA AND REPLACE WITH NEW HIGH DEFINITION
ANALOG CAMERA. UTILIZE EXISTING CABLING AND POWER
SUPPLIES. INSTALL NEW ANALOG HIGH DEFINITION
ENCODERS IN SECURITY EQUIPMENT ROOM.

ALL NETWORK CAMERA TYPES ARE NEW UNLESS
OTHERWISE NOTED. INSTALL NEW CATEGORY 6 CABLING
FROM CAMERA TO RESPECTIVE ELECTRONIC SECURITY
NETWORK PATCH PANEL.

ALL EXISTING CLIENT WORKSTATIONS, TOUCHSCREEN
STATIONS, INTERCOM MASTER STATIONS AND
RESPECTIVE CABLING SHALL BE REMOVED AND
REPLACED. INSTALL NEW CATEGORY 6 CABLING FROM
WORK AREA OUTLET TO ELECTRONIC SECURITY
NETWORK SWITCH IN H117.

ALL REMOVED EQUIPMENT AND CABLING SHALL BE
OFFERED TO THE OWNER. MATERIALS NOT ACCEPTED BY
THE OWNER SHALL BE REMOVED FROM THE SITE AND
PROPERLY DISPOSED OF BY THE CONTRACTOR.

ALL NETWORK DEVICES ARE SERVED BY ELECT SECURITY
H117. INSTALL NEW CATEGORY 6 CABLING BETWEEN NEW
PATCH PANEL AND DEVICES.

ON A PER-DAYROOM BASIS, PROVIDE CONTROL AND
STATUS INDICATION OF WATER VALVES, LIGHTING FOR
UPPER CELLS, LOWER CELLS, AND DAYROOM.

SECURITY PLAN NOTES:
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REPLACE EXITING IP CAMERA. INSTALL NEW CATEGORY
CABLING AND PATHWAY TO NEW ELECTRONIC SECURITY
NETWORK SWITCH.

PROVIDE NEW IP CAMERA, CATEGORY CABLING, AND
CONDUIT PATHWAY. EXACT PLACEMENT SHALL BE
COORDINATED WITH CONVEX MIRROR TO PROVIDE
UNOBSTRUCTED FIELD OF VIEW.

REMOVE EXISTING ANALOG CAMERA AND CABLING.
PROVIDE STAINLESS STEEL COVER FOR VACATED
ROUGH-IN.
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GENERAL NOTES: STATE OF MISSOURI
@ @ @ @ @ @ @ @ @ 1. REFER TO SHEET T-000 FOR ADDITIONAL INFORMATION. MICHAEL L. PARSON,

2. UNLESS NOTED AS NEW, DEPICTED CONDUITS ARE GOVERNOR
EXISTING TO REMAIN.

3. EXCEPT WHERE NOTED ON PLANS, IDENTIFIED WITHIN THE
DEVICE SCHEDULES, OR SPECIFIED WITHIN EQUIPMENT
LEGENDS, DEPICTED DEVICES AND ASSOCIATED WIRING
ARE EXISTING TO REMAIN FOR INCLUSION WITHIN
DETENTION CONTROL SYSTEM.

4. TYPE 01 AND TYPE 02 CAMERAS ARE EXISTING ANALOG
CAMERA LOCATIONS. REMOVE EXISTING ANALOG
CAMERA AND REPLACE WITH NEW HIGH DEFINITION
ANALOG CAMERA. UTILIZE EXISTING CABLING AND POWER
SUPPLIES. INSTALL NEW ANALOG HIGH DEFINITION
ENCODERS IN SECURITY EQUIPMENT ROOM.

5.  ALL NETWORK CAMERA TYPES ARE NEW UNLESS
OTHERWISE NOTED. INSTALL NEW CATEGORY 6 CABLING
FROM CAMERA TO RESPECTIVE ELECTRONIC SECURITY
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GENERAL NOTES:

1.

2.

REFER TO SHEET T-000 FOR ADDITIONAL INFORMATION.

UNLESS NOTED AS NEW, DEPICTED CONDUITS ARE
EXISTING TO REMAIN.

ELECTRIFIED LOCKING DEVICES, INTERCOMS, CALL
BUTTONS, AND DOOR MONITORS ARE EXISTING FOR
REUSE UNLESS OTHERWISE NOTED.

STATE OF MISSOURI
MICHAEL L. PARSON,
GOVERNOR
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4. TYPE 01 AND TYPE 02 CAMERAS ARE EXISTING ANALOG
CAMERA LOCATIONS. REMOVE EXISTING ANALOG
CAMERA AND REPLACE WITH NEW HIGH DEFINITION
ANALOG CAMERA. UTILIZE EXISTING CABLING AND POWER
SUPPLIES. INSTALL NEW ANALOG HIGH DEFINITION
ENCODERS IN SECURITY EQUIPMENT ROOM.
5. ALL NETWORK CAMERA TYPES ARE NEW UNLESS
OTHERWISE NOTED. INSTALL NEW CATEGORY 6 CABLING
@ FROM CAMERA TO RESPECTIVE ELECTRONIC SECURITY
NETWORK PATCH PANEL.
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GENERAL NOTES:

1.

2.

REFER TO SHEET T-000 FOR ADDITIONAL INFORMATION.

UNLESS NOTED AS NEW, DEPICTED CONDUITS ARE
EXISTING TO REMAIN.

EXCEPT WHERE NOTED ON PLANS, IDENTIFIED WITHIN THE
DEVICE SCHEDULES, OR SPECIFIED WITHIN EQUIPMENT
LEGENDS, DEPICTED DEVICES AND ASSOCIATED WIRING
ARE EXISTING TO REMAIN FOR INCLUSION WITHIN
DETENTION CONTROL SYSTEM.

TYPE 01 AND TYPE 02 CAMERAS ARE EXISTING ANALOG
CAMERA LOCATIONS. REMOVE EXISTING ANALOG
CAMERA AND REPLACE WITH NEW HIGH DEFINITION
ANALOG CAMERA. UTILIZE EXISTING CABLING AND POWER
SUPPLIES. INSTALL NEW ANALOG HIGH DEFINITION
ENCODERS IN SECURITY EQUIPMENT ROOM.

ALL NETWORK CAMERA TYPES ARE NEW UNLESS
OTHERWISE NOTED. INSTALL NEW CATEGORY 6 CABLING
FROM CAMERA TO RESPECTIVE ELECTRONIC SECURITY
NETWORK PATCH PANEL.

ALL EXISTING CLIENT WORKSTATIONS, TOUCHSCREEN
STATIONS, INTERCOM MASTER STATIONS AND
RESPECTIVE CABLING SHALL BE REMOVED AND
REPLACED. INSTALL NEW CATEGORY 6 CABLING FROM
WORK AREA OUTLET TO ELECTRONIC SECURITY
NETWORK SWITCH IN H117.

ALL REMOVED EQUIPMENT AND CABLING SHALL BE
OFFERED TO THE OWNER. MATERIALS NOT ACCEPTED BY
THE OWNER SHALL BE REMOVED FROM THE SITE AND
PROPERLY DISPOSED OF BY THE CONTRACTOR.

ALL NETWORK DEVICES ARE SERVED BY ELECT SECURITY
H117. INSTALL NEW CATEGORY 6 CABLING BETWEEN NEW
PATCH PANEL AND DEVICES.

ON A PER-DAYROOM BASIS, PROVIDE CONTROL AND
STATUS INDICATION OF WATER VALVES, LIGHTING FOR
UPPER CELLS, LOWER CELLS, AND DAYROOM.

STATE OF MISSOURI
MICHAEL L. PARSON,
GOVERNOR
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GENERAL NOTES: STATE OF MISSOURI
Q &XO% 1. REFER TO SHEET T-000 FOR ADDITIONAL INFORMATION. MICHAEL L. PARSON,
2. UNLESS NOTED AS NEW, DEPICTED CONDUITS ARE GOVERNOR
EXISTING TO REMAIN.
3. EXCEPT WHERE NOTED ON PLANS, IDENTIFIED WITHIN THE
GUARD SHACK DEVICE SCHEDULES, OR SPECIFIED WITHIN EQUIPMENT
001 LEGENDS, DEPICTED DEVICES AND ASSOCIATED WIRING
ARE EXISTING TO REMAIN FOR INCLUSION WITHIN
DETENTION CONTROL SYSTEM.
o X0e7 4. TYPE 01 AND TYPE 02 CAMERAS ARE EXISTING ANALOG
CAMERA LOCATIONS. REMOVE EXISTING ANALOG
CAMERA AND REPLACE WITH NEW HIGH DEFINITION
X090 ANALOG CAMERA. UTILIZE EXISTING CABLING AND POWER
03 SUPPLIES. INSTALL NEW ANALOG HIGH DEFINITION
ENCODERS IN SECURITY EQUIPMENT ROOM.
- 5. ALL NETWORK CAMERA TYPES ARE NEW UNLESS
OTHERWISE NOTED. INSTALL NEW CATEGORY 6 CABLING
FROM CAMERA TO RESPECTIVE ELECTRONIC SECURITY
NETWORK PATCH PANEL. "
N
6. ALL EXISTING CLIENT WORKSTATIONS, TOUCHSCREEN Q,\\\\\\\\\ ¢ MI.S““W//]
STATIONS, INTERCOM MASTER STATIONS AND S« ‘,,.,’._6‘00 /////
RESPECTIVE CABLING SHALL BE REMOVED AND _§:‘°§R‘,-‘ *% ’///
REPLACED. INSTALL NEW CATEGORY 6 CABLING FROM = 3" MARK ™ %
WORK AREA OUTLET TO ELECTRONIC SECURITY =3s D ‘%@ 2
- NETWORK SWITCH IN ELEC. 116.1. :f’;: gs MAURER 3% ,/;
= ==
7. ALL REMOVED EQUIPMENT AND CABLING SHALL BE Z 3 NUMBER S =
OFFERED TO THE OWNER. MATERIALS NOT ACCEPTED BY %&‘.. E-28923 -Qﬁ‘ =
THE OWNER SHALL BE REMOVED FROM THE SITE AND 4'// % 0 ® =
PROPERLY DISPOSED OF BY THE CONTRACTOR. ///// '9.(.) ESER \§%‘
N
8. ALL NETWORK DEVICES ARE SERVED BY ELEC. 116.1. Z ”H\.\“\\\\\\\\\\\\\%
INSTALL NEW CATEGORY 6 CABLING BETWEEN NEW 10/11/2021
PATCH PANEL AND DEVICES.
9. ON A PER-DAYROOM BASIS, PROVIDE CONTROL AND CONSULTANTS
STATUS INDICATION OF WATER VALVES, LIGHTING.
SECURITY PLAN NOTES:
@ REMOVE AND REPLACE EXISTING PLC CABINET. HENDERSON
I ENGINEERS
@ EXISTING PAGING AMPLIFIER CABINET REMOVE AND 1801 MAIN, SUITE 300
REPLACE. KANSAS CITY, MO 64108
TEL (816) 663-8700 FAX (816) 663-8701
@ REMOVE EXISTING ANALOG CAMERA. INSTALL NEW IP WWW.HENDERSONENGINEERS.COM
CAMERA AND CATEGORY CABLING. PROVIDE NEW 1750003515
PENDANT MOUNT HARDWARE. MOUNT AT ELEVATION 2'-0" MO. CORPORATE NUMBER: E-556D
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GENERAL NOTES:

1.

2.

REFER TO SHEET T-000 FOR ADDITIONAL INFORMATION.

UNLESS NOTED AS NEW, DEPICTED CONDUITS ARE
EXISTING TO REMAIN.

EXCEPT WHERE NOTED ON PLANS, IDENTIFIED WITHIN THE
DEVICE SCHEDULES, OR SPECIFIED WITHIN EQUIPMENT
LEGENDS, DEPICTED DEVICES AND ASSOCIATED WIRING
ARE EXISTING TO REMAIN FOR INCLUSION WITHIN
DETENTION CONTROL SYSTEM.

TYPE 01 AND TYPE 02 CAMERAS ARE EXISTING ANALOG
CAMERA LOCATIONS. REMOVE EXISTING ANALOG
CAMERA AND REPLACE WITH NEW HIGH DEFINITION
ANALOG CAMERA. UTILIZE EXISTING CABLING AND POWER
SUPPLIES. INSTALL NEW ANALOG HIGH DEFINITION
ENCODERS IN SECURITY EQUIPMENT ROOM.

ALL NETWORK CAMERA TYPES ARE NEW UNLESS
OTHERWISE NOTED. INSTALL NEW CATEGORY 6 CABLING
FROM CAMERA TO RESPECTIVE ELECTRONIC SECURITY
NETWORK PATCH PANEL.

ALL EXISTING CLIENT WORKSTATIONS, TOUCHSCREEN
STATIONS, AND INTERCOM MASTER STATIONS AND
RESPECTIVE CABLING SHALL BE REMOVED AND
REPLACED. INSTALL NEW CATEGORY 6 CABLING FROM
WORK AREA OUTLET TO RESPECTIVE ELECTRONIC
SECURITY NETWORK PATCH PANEL.

ALL REMOVED EQUIPMENT AND CABLING SHALL BE
OFFERED TO THE OWNER. MATERIALS NOT ACCEPTED BY
THE OWNER SHALL BE REMOVED FROM THE SITE AND
PROPERLY DISPOSED OF BY THE CONTRACTOR.

SECURITY PLAN NOTES:

®

O,

® @6 6 B ® O W O

®

REMOVE EXISTING CCTV POWER SUPPLY, FIBER
TRANSMITTERS, ENCLOSURE, UPS. DEMO COAXIAL CABLE
INFRASTRUCTURE TO CAMERAS. DEMO FIBER OPTIC
PATCH CABLE TO GROUND LEVEL ITSD FIBER OPTIC PANEL.
INSTALL NEW WALL MOUNT NETWORK CABINET, FIBER
OPTIC AND CATEGORY 6 PATCH PANEL, UPS, POE SWITCH.

EXISTING CCTV POWER SUPPLY AND FIBER OPTIC
TRANSMITTERS. DEMOLISH ALL. ALL ANALOG CAMERAS
SERVED FROM GUARD HOUSE 2 SHALL BE REMOVED AND
REPLACED WITH IP CAMERAS. NEW NETWORK SWITCH
SHALL BE LOCATED WITH PLC, PAGING, INTERCOM, AND
FIBER OPTICE EQUIPMENT.

EXISTING PLC CABINET. REMOVE AND REPLACE.

EXISTING INTERCOM AND FIBER CABINET. REMOVE AND
REPLACE.

EXISTING PLC CABINET SERVING LETHAL FENCE SYSTEM
TO REMAIN.

EXISTING PLC CABINET. REMOVE AND REPLACE.

EXISTING LOCATION OF FIBER OPTIC PANEL AND STATE
SWITCH TO REMAIN.

EXISTING CABINET WITH INTERCOMS AND BLACK CREEK
FIBER

DEMO EXISTING PLC CONTROL STATION.

PROVIDE NEW BIOMETRIC READER. PROVIDE NEW
CATEGORY CABLING AND CONDUIT PATHWAY TO NEW
ELECTRONIC SECURITY NETWORK CABINET.

PROVIDE NEW CATEGORY CABLING TO ACCESS CONTROL
CLIENT WORKSTATION. PROVIDE NEW CONDUIT PATHWAY
TO ELECTRONIC SECURITY NETWORK SWITCH.

ACCESS CONTROL PANEL SHALL BE LOCATED IN THIS
ENCLOSURE, AND POWERED VIA POE.

CARD READER TO BE USED FOR CARDHOLDER VISUAL
VERIFICATION ONLY. CARD READER WILL NOT ACTIVATE
DOOR.

PROVIDE NEW SURFACE MOUNTED INTERCOM IN 11 GA.
DETENTION GRADE STAINLESS STEEL BACK BOX. ROUTE
CONDUIT ON INSIDE OF BUILDING TO EQUIPMENT ROOM.
SECURE BOX TO WALL FROM WITHIN THE BOX USING AT
LEAST (1) 1/4" EXPANSION ANCHOR IN EACH CORNER.
WEATHERPROOF CAULK AROUND TOP AND SIDES OF BACK
BOX, LEAVE BOTTOM EXPOSED.

PROVIDE NEW SURFACE MOUNTED INTERCOM IN 11 GA.
DETENTION GRADE STAINLESS STEEL BACK BOX. ROUTE
CONDUIT ON INSIDE OF BUILDING TO EQUIPMENT ROOM.
SECURE BOX TO WALL FROM WITHIN THE BOX USING AT
LEAST (1) 1/4" EXPANSION ANCHOR IN EACH CORNER.

REMOVE EXISTING WIRELESS GATE CONTROL EQUIPMENT
INCLUDING ANTENNAS AND CABLING. SEAL BUILDING
PENETRATIONS WHERE CABLING HAS BEEN REMOVED.

STATE OF MISSOURI
MICHAEL L. PARSON,
GOVERNOR
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GENERAL NOTES: STATE OF MISSOURI
1. REFER TO SHEET T-000 FOR ADDITIONAL INFORMATION. MICHAEL L. PARSON,
2. UNLESS NOTED AS NEW, DEPICTED CONDUITS ARE GOVERNOR

EXISTING TO REMAIN.
1 2 5 4 o
3. EXCEPT WHERE NOTED ON PLANS, IDENTIFIED WITHIN THE

DEVICE SCHEDULES, OR SPECIFIED WITHIN EQUIPMENT
LEGENDS, DEPICTED DEVICES AND ASSOCIATED WIRING

101"“015 ARE EXISTING TO REMAIN FOR INCLUSION WITHIN ‘
1 DETENTION CONTROL SYSTEM.
O O ]
- - @ 4. TYPE 01 AND TYPE 02 CAMERAS ARE EXISTING ANALOG ‘
@\ T CAMERA LOCATIONS. REMOVE EXISTING ANALOG
CAMERA AND REPLACE WITH NEW HIGH DEFINITION \
\%v C-X074 ANALOG CAMERA. UTILIZE EXISTING CABLING AND POWER
11 SUPPLIES. INSTALL NEW ANALOG HIGH DEFINITION ‘
‘ ENCODERS IN SECURITY EQUIPMENT ROOM.
5.  ALL NETWORK CAMERA TYPES ARE NEW UNLESS ‘
OTHERWISE NOTED. INSTALL NEW CATEGORY 6 CABLING
FROM CAMERA TO RESPECTIVE ELECTRONIC SECURITY \
NETWORK PATCH PANEL. |
LT \
- - - - - - - - - - - - - -—r - - @ 6. ALL EXISTING CLIENT WORKSTATIONS, TOUCHSCREEN Q\\\\\\ oF MIS l ”///,
1L STATIONS, AND INTERCOM MASTER STATIONS AND S \?’-""“°800 /////
ik il RESPECTIVE CABLING SHALL BE REMOVED AND = c*;\ o° ‘% ’/// ‘
(il 1l REPLACED. INSTALL NEW CATEGORY 6 CABLING FROM = 2" MARK ™ é,)
‘ (il WORK AREA OUTLET TO RESPECTIVE ELECTRONIC =8 D 2 Z ‘
i SECURITY NETWORK PATCH PANEL. = g e . Sl =
fillt i 7. ALL REMOVED EQUIPMENT AND CABLING SHALL BE Z ?'. NUMBER ¢ S =
fil ; OFFERED TO THE OWNER. MATERIALS NOT ACCEPTED BY ,% : '9.'- E-28923 .Q‘? =
I J THE OWNER SHALL BE REMOVED FROM THE SITE AND 4'// A 0 58 = \
i ‘ PROPERLY DISPOSED OF BY THE CONTRACTOR. //// '95 “s%{ §
E Ny, TOFE N3
- - - - - - - - - - - - - - - - /| N
o e 1L @ LRI
SECURITY PLAN NOTES: 10/11/2021 ‘
DEMO EXISTING ANALOG CAMERAS AND COAXIAL CABLING.
@ INSTALL NEW IP CAMERA AND CATEGORY 6 CABLE. CONSULTANTS \
VEHICLE PARKING @ REMOVE DX8100 AND ANALOG POWER SUPPLY. REMOVE ‘
100 PLYWOOD CABINET. INSTALL NEW NETWORK CABINET AND
POE SWITCH. REMOVE ANALOG CABLING AND CAMERAS. HENDERSON ‘
ol S @ EXISTING STATE NETWORK SWITCH AND FIBER OPTIC I ENGINEERS
o _ B . . . . . . . . B B ) 0 ) ) PANEL TO REMAIN. RELOCATE TO NEW NETWORK CABINET.
o D 1801 MAIN, SUITE 300
o o © © KANSAS CITY, MO 64108
[] (] @ EXISTING STATE NETWORK SWITCH AND FIBER OPTIC TEL (816) 663-8700 FAX (816) 663-8701 ‘
PANEL TO REMAIN. WWW.HENDERSONENGINEERS.COM
1750003515 ‘
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GENERAL NOTES:
1. REFER TO SHEET T-000 FOR ADDITIONAL INFORMATION.

2. UNLESS NOTED AS NEW, DEPICTED CONDUITS ARE
EXISTING TO REMAIN.

3. ELECTRIFIED LOCKING DEVICES, INTERCOMS, CALL
BUTTONS, AND DOOR MONITORS ARE EXISTING FOR
REUSE UNLESS OTHERWISE NOTED.

4. TYPE 01 AND TYPE 02 CAMERAS ARE EXISTING ANALOG
CAMERA LOCATIONS. REMOVE EXISTING ANALOG
CAMERA AND REPLACE WITH NEW HIGH DEFINITION
ANALOG CAMERA. UTILIZE EXISTING CABLING AND POWER
SUPPLIES. INSTALL NEW ANALOG HIGH DEFINITION
ENCODERS IN SECURITY EQUIPMENT ROOM.

ALL NETWORK CAMERA TYPES ARE NEW UNLESS
OTHERWISE NOTED. INSTALL NEW CATEGORY 6 CABLING
FROM CAMERA TO RESPECTIVE ELECTRONIC SECURITY

- < — _ _ 1 1 _ _ _ "1 _ :- _,_ _\_ = _7_ _I--ﬁ | - - @ NETWORK PATCH PANEL.
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REFER TO SHEET T-000 FOR ADDITIONAL INFORMATION.

UNLESS NOTED AS NEW, DEPICTED CONDUITS ARE
EXISTING TO REMAIN.

ELECTRIFIED LOCKING DEVICES, INTERCOMS, CALL
BUTTONS, AND DOOR MONITORS ARE EXISTING FOR
REUSE UNLESS OTHERWISE NOTED.

TYPE 01 AND TYPE 02 CAMERAS ARE EXISTING ANALOG
CAMERA LOCATIONS. REMOVE EXISTING ANALOG
CAMERA AND REPLACE WITH NEW HIGH DEFINITION
ANALOG CAMERA. UTILIZE EXISTING CABLING AND POWER
SUPPLIES. INSTALL NEW ANALOG HIGH DEFINITION
ENCODERS IN SECURITY EQUIPMENT ROOM.

ALL NETWORK CAMERA TYPES ARE NEW UNLESS
OTHERWISE NOTED. INSTALL NEW CATEGORY 6 CABLING
FROM CAMERA TO RESPECTIVE ELECTRONIC SECURITY
NETWORK PATCH PANEL.

ALL EXISTING CLIENT WORKSTATIONS, TOUCHSCREEN
STATIONS, AND INTERCOM MASTER STATIONS AND
RESPECTIVE CABLING SHALL BE REMOVED AND
REPLACED. INSTALL NEW CATEGORY 6 CABLING FROM
WORK AREA OUTLET TO RESPECTIVE ELECTRONIC
SECURITY NETWORK PATCH PANEL.

ALL REMOVED EQUIPMENT AND CABLING SHALL BE
OFFERED TO THE OWNER. MATERIALS NOT ACCEPTED BY
THE OWNER SHALL BE REMOVED FROM THE SITE AND
PROPERLY DISPOSED OF BY THE CONTRACTOR.

SECURITY ENLARGED PLAN NOTES:

UPS BY-PASS SWITCH
ELECTRICAL POWER DISTRIBUTION PANEL

REMOVE AND REPLACE EXISTING 24VAC CAMERA POWER
SUPPLIES.

ELECTRICAL POWER DISTRIBUTION PANEL

EXISTING ITSD OPTIC PANEL TO REMAIN. ALL TELECOM
NETWORK EQUIPMENT TO REMAIN.

EXISTING WALL MOUNT CABINET. REMOVE AND REPLACE
CABINET. INSUFFICIENT AS-BUILT INFORMATION. FIBER IN
CABINET SHALL BE TRACED BY CONTRACTOR AND
REVIEWED WITH DESIGNER PRIOR TO DEMOLITION.
PAGING, INTERCOM AND/OR CONTROL CABLES SPLICED IN
CABINET TO BE REPLACED IF NOT HOMERUNNED
BETWEEN EQUIPMENT ROOMS.

MICROLITE CONTROLLER
STATE NETWORK RACK AND SWITCHES

REPLACE EXISTING CABINET. REPLACE DX8100 WITH
ANALOG HIGH DEFINITION ENCODER. INSTALL NEW
ELECTRONIC SECURITY NETWORK SWITCH. INSTALL
NEW UNINTERRUPTIBLE POWER SUPPLY.

SIT/STAND WORKSTATION CONSOLE WITH 3 MONITOR
MOUNTS AND APPURTENANCES (WINSTEAD 48" DOUBLE
BAY ASCEND CONSOLE OR EQUAL) AND 24/7 HIGH BACK
CHAIR (P/N 11745 OR EQUAL). REFER TO DETAIL 5, SHEET
T-402 FOR ADDITIONAL INFORMATION.

DEMO EXISTING CABINET. RETAIN EXISTING WIRING FOR
REUSE. REROUTE EXISTING ANALOG CABLING
INFRASTRUCTURE TO NEW ANALOG ENCODERS. REMOVE
ABANDONED PATCHING AND ELECTRONIC EQUIPMENT.

REROUTE EXISTING 62.5MM 48STR FIBER FROM WALL
MOUNT FIBER OPTIC PANEL TO NEW RACK MOUNT FIBER
OPTIC PANEL. REMOVE ABANDONED PATCH CABLES,
FIBER OPTIC RECEIVERS, AND OTHER UNUSED
ELECTRONIC EQUIPMENT.

REMOVE AND REPLACE CABINETS. RETAIN EXISTING
WIRING FOR REUSE. REROUTE EXISTING ANALOG CABLING
INFRASTRUCTURE TO NEW ANALOG ENCODERS. REMOVE
ABANDONED PATCHING AND ELECTRONIC EQUIPMENT.

PROVIDE NEW ACCESS CONTROL PANEL FOR WIRELESS
HUBS MEDICAL UNIT AND LOCAL CARD READERS.

TOUCHSCREEN PLC WORKSTATION. PROVIDE 24"
TOUCHSCREEN WITH BUILT-IN SPEAKERS AND MOUSE.
(WORKSTATION UNDER COUNTER/DESK)

VIDEO MANAGEMENT SYSTEM CLIENT WORKSTATION.
PROVIDE TWO 24" MONITORS, SPEAKERS, KEYBOARD, AND
MOUSE. (WORKSTATION UNDER COUNTER/DESK)

VIDEO MANAGEMENT DISPLAY 42"
VIDEO MANAGEMENT DISPLAY 55"
MASTER INTERCOM STATION

PTZ CONTROLLER

REMOVE AND REPLACE EXISTING CABINET UNDER
COUNTER WITH PLC, PAGING AMPLIFIER, AND INTERCOM
EQUIPMENT.

REMOVE EXISTING CABINETS AND COMPONENTS. RETAIN
CABLING. INSTALL NEW CABINETS, NEW PROGRAMMABLE
LOGIC CONTROL SYSTEM, FIBER OPTIC PANELS,
NETWORK SWITCH, PAGING AMPLIFIERS, INTERCOM
EQUIPMENT, AND UNINTERRUPTIBLE POWER SUPPLY.

EXISTING SECURITY CABINET. PROVIDE NEW PAGING
AMPLIFIERS. INTERCOM CABLING TO REMAIN. PROVIDE
NEW DATA DROPS FROM NETWORK SWITCH IN
MECHANICAL C634. MICROLITE CONTROL CABLE TO BE
REMOVED AND REPLACED, ROUTED DIRECTLY TO
MECHANICAL ROOM C634 ERCC2 FROM PLC IN C129.

EXISTING WALL MOUNT TERMINATIONS FOR EXISTING
62.5MM FIBER TO REMAIN. ALL EXISTING CISCO STATE
NETWORK SWITCHES TO REMAIN IN USE. REMOVE ALL
OTHER ABANDONED PATCH CABLING.

REMOVE AND REPLACE EXISTING CABINETS AND
ENCODERS/FIBERS OPTIC TRANSCEIVERS. INSTALL NEW
CABINET, SWITCH, ENCODERS, AND UPS.

REMOVE AND REPLACE VIDEO SURVEILLANCE EQUIPMENT
CABINET. RELOCATE PLC SERVER TO MAINTAIN PLC
TOUCHSCREEN SYSTEM OPERATION DURING
CONSTRUCTION.

PROVIDE UNINTERRUPTIBLE POWER SUPPLY FOR
WORKSTATIONS. INSTALL UNDER COUNTER/DESK.

EXTEND EXISTING CONTROL STATION POWER CIRCUIT TO
NEW FLOOR BOX.

PROVIDE NEW CAT6 CABLING TO NEW FLOOR BOX FOR
TOUCHSCREEN AND VIDEO MANAGEMENT
WORKSTATIONS.

NEW RACK-MOUNTED GPS-BASED TIME SERVER FOR RIME
SYNCHRONIZATION ACROSS ALL CONNECTED DEVICES.

STATE OF MISSOURI
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REFER TO SHEET T-000 FOR ADDITIONAL INFORMATION.

UNLESS NOTED AS NEW, DEPICTED CONDUITS ARE
EXISTING TO REMAIN.

ELECTRIFIED LOCKING DEVICES, INTERCOMS, CALL
BUTTONS, AND DOOR MONITORS ARE EXISTING FOR
REUSE UNLESS OTHERWISE NOTED.

TYPE 01 AND TYPE 02 CAMERAS ARE EXISTING ANALOG
CAMERA LOCATIONS. REMOVE EXISTING ANALOG
CAMERA AND REPLACE WITH NEW HIGH DEFINITION
ANALOG CAMERA. UTILIZE EXISTING CABLING AND POWER
SUPPLIES. INSTALL NEW ANALOG HIGH DEFINITION
ENCODERS IN SECURITY EQUIPMENT ROOM.

ALL NETWORK CAMERA TYPES ARE NEW UNLESS
OTHERWISE NOTED. INSTALL NEW CATEGORY 6 CABLING
FROM CAMERA TO RESPECTIVE ELECTRONIC SECURITY
NETWORK PATCH PANEL.

ALL EXISTING CLIENT WORKSTATIONS, TOUCHSCREEN
STATIONS, AND INTERCOM MASTER STATIONS AND
RESPECTIVE CABLING SHALL BE REMOVED AND
REPLACED. INSTALL NEW CATEGORY 6 CABLING FROM
WORK AREA OUTLET TO RESPECTIVE ELECTRONIC
SECURITY NETWORK PATCH PANEL.

ALL REMOVED EQUIPMENT AND CABLING SHALL BE
OFFERED TO THE OWNER. MATERIALS NOT ACCEPTED BY
THE OWNER SHALL BE REMOVED FROM THE SITE AND
PROPERLY DISPOSED OF BY THE CONTRACTOR.

SECURITY ENLARGED PLAN NOTES:

EXISTING CCTV POWER SUPPLIES TO REMAIN.

DEMO INTERNAL CABINET EQUIPMENT. REROUTE COAXIAL
CABLES FROM ADJACENT DX8100 UNITS BACK INTO
CABINET. INSTALL NEW BACKPLANE AND ENCODERS.
INSTALL NEW DATA DROPS TO ELECTRONIC SECURITY
NETWORK SWITCH.

EXISTING DX8100. REMOVE AND RELINQUISH TO OWNER.
REMOVE ALL SUPPORTING BRACKETS AND ANCILLARY
CABLING.

DEMO EXISTING UPS AND 120VAC CIRCUITING. PROVIDE
NEW CIRCUITING CONNECTED TO CENTRAL UPS.

REMOVE EXISTING ENCODERS AND NVR. RELINQUISH TO
OWNER. INSTALL NEW ENCODERS. INSTALL NEW DATA
DROPS TO ELECTRONIC SECURITY NETWORK SWITCH.

EXISTING MICROLITE LIGHTING CONTROL PANEL TO
REMAIN. INTEGRATE WITH NEW PLC SYSTEM.

EXISTING STATE NETWORK FIBER OPTIC PANEL, PATCH
PANELS, AND CISCO SWITCH TO REMAIN. ALL SECURITY
DEVICES SHALL CONNECT TO NEW SECURITY NETWORK
SWITCH IN SECURITY EQUIPMENT ROOM. REMOVE
ABANDONED SECURITY ELECTRONICS, TRANSISTION
NETWORK SWITCH, SECURITY CATEGORY CABLING, AND
FIBER OPTIC CABLING TO SECURITY EQUIPMENT ROOM.
RELINQUISH TO OWNER AND PROPERLY DISPOSE OF
EQUIPMENT AT OWNER'S REQUEST.

REMOVE EXISTING CABINETS AND COMPONENTS. RETAIN
CABLING. INSTALL NEW PROGRAMMABLE LOGIC CONTROL
SYSTEM, FIBER OPTIC PANELS, NETWORK SWITCH, PAGING
AMPLIFIERS, INTERCOM EQUIPMENT, UNINTERRUPTIBLE
POWER SUPPLY.

REMOVE EXISTING ENCODERS, CCTV POWER SUPPLIES,
FIBER OPTIC CCTV TRANSMITTERS, AND NVR. RELINQUISH
TO OWNER AND PROPERLY DISPOSE OF EQUIPMENT AT
OWNERS REQUEST. INSTALL NEW NETWORK CABINET WITH
FIBER OPTIC PANEL, NETWORK SWITCH, CATEGORY 6
PATCH PANEL, ENCODERS, AND UNINTERRUPTIBLE POWER
SUPPLY. REMOVE AND REPLACE EXISTING CATEGORY
CABLING TO PROGRAMMABLE LOGIC CONTROLLER AND
CLIENTWORKSTATIONS. ALL NON SECURITY SYSTEM
RELATED DEVICES TO REMAIN. REPLACE PVC CONDUIT
AND JUNCTION BOX WITH EMT TO NEW CABINET.

EXISTING CABINET WITH PLC INTERCONNECT TO SALLY
PORT GUARD HOUSE PLC CPU. EXISTING PAGING
AMPLIFIER. REMOVE EXISTING EQUIPMENT AND INSTALL
NEW LOCAL PLC CONTROLLER IN NEW CABINET. PROVIDE
CATEGORY CABLING TO ELECTRONIC SECURITY SWITCH.
INSTALL NEW PAGING AMPLIFIER. DEMOLISH PLC CONTROL
CABLING IN DUCT BANKS TO PLC IN SALLYPORT
GUARDHOUSE. PROVIDE UPS FOR PLC CONTROLLER.
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3/4” CONDUIT
TO SECURITY
EQUIPMENT ROOM

/3 1/2" DEEP BACKBOX

PROVIDE SECURE MOUNTING FRAME
FASTEN TO ENCLOSURE AND

A

CEILING SUPPORT STRUCTURE

\

1" MIN
HER
SHOWN
AT WALL
OR CORNER

6" MAXIMUM

WHERE SHOWN AT
WALL OR CORNER

~— WALL SURFACE

WHERE APPLICABLE

A
CEILING SURFACE

INTEGRATED FIXED
DOME CAMERA

1 RECESSED CEILING MOUNT DOME CAMERA
NO SCALE

SEE PLANS FOR HEIGHT

]

POLE SHALL HAVE SEPARATE RACEWAYS FOR
120VAC AND FIBER/DATA CABLES. SEE DETAIL #3

ROUND TAPERED ALUMINUM POLE WITH SATIN
GROUND FINISH. 7" NOMINAL OUTSIDE DIAMETER
AT BASE AND 4 1/2" AT TOP. WALL THICKNESS
SHALL BE 0.188 IN (MIN.). POLE TO BE DESIGNED
FOR 80 M.P.H. CONDITIONS.

4" X 6" HANDHOLE W/COVER
GROUND LUG

BASE FLANGE W/BOLT
COVERS & STAINLESS
STEEL SCREWS

4 POLE MOUNTED DOME CAMERA
NO SCALE

USE APPROPRIATE BONDING STRAPS OR FITTINGS
LISTED FOR APPROPRIATE USE BETWEEN SECTIONS
AND JUNCTIONS IN TECHNOLOGY RACEWAY

USE APPROPRIATE LISTED
GROUNDING LUGS TO
MAKE CONNECTIONS.

[ I I I VA 1

LADDER |
RACK

USE APPROPRIATE LISTED
GROUNDING LUGS TO
MAKE CONNECTIONS.

MIN #6 AWG BONDING
CONDUCTOR FOR EQUIPMENT
RACKS/CABINETS/FRAMES

LISTED COMPRESSION TYPE
TWO HOLE LUG CONNECTOR

PROVIDEJ
NAMEPLATE

MIN #6 AWG
BONDING
CONDUCTOR FOR
LADDER RACKING

3/4" CONDUIT
TO SECURITY
EQUIPMENT ROOM —~_

PROVIDE SECURE MOUNTING STRUCTURE

1”
WHERE
SHOWN
AT WALL
OR CORNER

\ CEILING SURFACE

MIN

6" MAXIMUM

WHERE SHOWN AT

WALL OR CORNER

S~ WALL SURFACE

WHERE APPLICABLE

INTEGRATED FIXED
DOME CAMERA

2 SURFACE CEILING MOUNT DOME CAMERA
NO SCALE

NOTE: FIELD VERIFY
ALL DIMENSIONS.

PLAN

:

SEE FLOORPLAN
FOR ELEVATION

Y
/_\/
/_R_//
3/4° RIGID
STEEL CONDUIT
PROVIDE SUPPORT
PER NEC
A

SEE FLOORPLAN
FOR ELEVATION

-

ELEVATION

5 EXISTING DAYROOM POLE CAMERA MOUNT
NO SCALE

PROTECTED
ENTRANCE
TERMINALS

EXOTHERMIC WELDED,
BRAZED, OR IRREVERSIBLE
COMPRESSION TYPE
CONNECTOR.

MIN #1 AWG BONDING
CONDUCTOR TO BUILDING
STEEL

(TYPICAL) ——
EREEE

oo O O
o)

@TMGB CONNECTIONS
NO SCALE

TELECOMMUNICATIONS MAIN
GROUNDING BUS BAR (TMGB)
INSULATED FROM SUPPORT
AT MINIMUM 2" FROM WALL.

MIN #1/0 AWG TO SERVING
ELECTRICAL PANEL

BASE

o FLANGE

5 : CONCRETE
BASE

@)
@)
TOP_VIEW

1/2" FLEX CONDUIT TO COAX
OUTLET BOX AT TOP OF POLE.

1/2" FLEX CONDUIT TO POWER —~

OUTLET BOX AT TOP OF POLE. 5 ~7

BOND TO d MOUNTING BASE FLANGE WITH BOLT

GND. WIRE BOLT COVERS AND STAINLESS STEEL
SECURITY SCREWS.

3\4" CHAMFER .
(TYPICAL) r 6
\ [N [T

FINISH A
GRADE Il AL T T
=== El=I==1 T
#4 BARE Rl il
COPPER GND. AL === 24"
CONDUCTOR ————~ #
EXOTHERMIC _— ANCHOR BOLTS (4)
WELD i il an 1" =NC THREAD s
(2)-3/4°C. - N 36" LENGTH T
COPPER GND.
ROD 3/4" X 10°
— ?«5 REBAR
47 (TYPICAL)
3000 PSI
CONCRETE
— I
> 24" DIA, -

@CAMERA POLE FOUNDATION

NO SCALE

NO SCALE

@VIDEO CABINET AND PANEL DETAIL

@) (O

=o
—\ — R
w©
MOUNTED TO EXISTING POLE
3 REPLACE EXISTING CABINET
A0 2" x 3" 1| VIDEO CABINET
- —————r- "ENCLOSURE NAME"___
N | | FIBER TERMINATION ENCLOSURE 30"X36"X10" ———— ABEL AS SHOWN ON DRAWING
| T | NEMA4 RATED LOCKED "C##. PHENOLIC TAG BLACK
| ﬁ Bs OF DESIGN || || SECURTY EQUIPNENT MOUNTING BACKPANEL D VCi#. PHENOLIC TAG BLACK
: BOLT TO ENCLOSURE FRONT,
} | CORNING WH A } } -]
e o ~—— NOTE: PROVIDE A SCREENED VENT ON EACH PROFILE
| ﬁ 2 | t1-5”"3”j-— SIDE OF CABINET, LEFT SIDE ON THE LOWER HALF,
B = T <—————PANDUIT RACEWAY, TYPICAL SIZE AS INDICATED AND RIGHT SIDE ON THE UPPER HALF TO PROMOTE
L o =1 e ‘ CONVECTIVE, CROSS—-CABINET VENTILATION.
N H u o N
E o | o e | ,8§ | ><:>
o | | x| g€ | | | e——————NOTE: PROVIDE A SCREENED VENT ON EACH PROFILE ]
o | }_\ CY - T SIDE OF CABINET, LEFT SIDE ON THE LOWER HALF, ks
£1.5”x3”j 3 t1.5”x3” h.s”xs”J : COMMUNICATIONS CONDUITS
CNGEZFEBMSPOE+/24 ot | | NN 24VDC 6A POWER SUPPLY WITH BATTERY STANDBY ‘S’ﬁFE'F;L:ﬁTUAL CONDUITS PER
: | ; 24VDC FUSED POWER DISTRIBUTION BLOCK '
| 24VDC BATTERY (2 18AH 12VDC |
, | BATTERIES). ARRANGE BATTERIES TO | DEEP HANDI-BOX WITH 20A GFCI RECEPTACLE. BOX
@ | AVOID CONDUITS AND ROUTED WIRES IN SERVES AS LINE-SIDE SPLICE POINT FOR 24VDC
{ |BASE OF ENCLOSURE. o POWER SUPPLY.
T phoNE eV || 0 ENVIRONMENTALLY HARDENED
T DIN_RAIL MOUNTED. | —
o — —2 POE+ SWITCH OO0 0S0S0S0S0S0S0S050501
o e T T T e T e T T
T e e T T e T T=T1]
ST T =T
CABINET INTERIOR e T T T
| =A== == =
===
SIS
ELECTRICAL AND COMMUNICATION CONDUITS ARE SHOWN FOR
INTENT. VERIFY ACTUAL CONDUIT CONFIGURATION ON SITE. EXISTING
CONDUITS TO BE MAINTAINED AND CONNECTED TO NEW VIDEO
CABINET ENCLOSURE.
| B |

1" EMT

3/4" ENT

7'-0"

TYPICAL HOUSE UNIT POLE

5)

NO SCALE
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CONSULTANTS

REPLACE EXISTING ANALOG CAMERA (TYP.
WITH NEW HIGH DEFINITION ANALOG CAMERA

3/4" RIGID CONDUIT

INSTALL NEW CAMERA BACKBOXES
WITH THREADED CONDUIT ENTRANCE
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STATE OF MISSOURI

MICHAEL L. PARSON,
GOVERNOR
EL ? JEL ? JE
1 1
() ()
SN
\§~\\\\\\\\ E)F MIS o My,
’:"’:‘ § ‘\'\E;.oono noé:?%//o///)
LK ~ S Q) > %,
RS | S2i MU g
ERELREEAKERLELRELLELS =m: D 2
LRLRRLARKLRILLKLLLKS Zoi MAURER :2Z
CXHKIHKKIKIK KKK Z 3% NUMBER &5 =
ERLIIIIIRLHLELRLRS %% iSS
— “""%"’ &&0‘0‘“‘0‘““’ NEW MOTOR BOX 4/4 %, E-28923 HC S
SERLEIRIIIRELRLEIRKIR D IORCSSS
EIRELIIRLELRLIRKIER Wiy, BOFESSO
‘3‘3‘3‘33‘3 ”"‘:”’:‘:‘““‘ TS0 i
= CXXHXXX < W \ 10/11/2021
\ \\ CONSULTANTS
EXISTING MOTOR BOX FRAME TO REMAIN FOR REUSE.
MODIFY FRAME AS NECESSARY. APPLY COLD GALVANIZING
COMPOUND OVER NEW, CLEANED WELDS.
NEW EXPOSED DRIVE CHAIN r HENDERSON
ENGINEERS
1801 MAIN, SUITE 300
@ TYPICAL TYMETAL 225 CF MOTORIZED GATE REPLACEMENT DETAIL TEL (816) 669.8700 FAX (816) 863.6701
NO SCALE WWW.HENDERSONENGINEERS.COM

1750003515
MO. CORPORATE NUMBER: E-556D
EXPIRES 12/31/20

COMPONENT 1 - REBUILD KIT #51550 @ COMPONENT 2 - REBUILD KIT #51552 @
ITEM# | JDE # DESCRIPTION QTY
1 3203 BEARING-FLANGE-2 BOLT 1" 6
2 23266 HHCS - 1/2" - 13 X 1 3/4" GR8 12
3 3722 LOCKWASHER - 1/2 - SPLIT Z 12
4 45149 FLATWASHER - 1/2" - SAE Z 12
5 3716 1/2" - 13 HEX NUT GR8 12
6 3208 SHAFT-DRIVE 10 1/2 X 1" 1
7 3399 SHAFT-IDLER 9 1/2" X 1" DIA. 2
8 3204 SPROCKET-60B18S X 1" BORE 3
9 16509 SHAFT COLLAR - 1", TWO-PIECE 2
10 | 50911 SPROCKET KEY 1/4" X 1 1/4" 1
11 | 36545 CHAIN - #60 ROLLER - DOMESTIC 30 FT
12 | 39061 #60 CHAIN MASTER LINK 5
13 3202 BOLT - CHAIN ADJUSTER-FRONT 1
14 3365 BOLT - CHAIN ADJUSTER-REAR (LONG) 1
15 | 23273 SPACER - 3/4" PIPE X 2 1/4" LG 1
16 | 23924 SPRING-ADJUSTER ORANGE 25" LG 2
17 | 28819 FLAT WASHER 1/2" PLTD. 2 OFFICE OF ADMINISTRATION
T8 p——  OCK WASHER - 1/2 - SPLIT 2 > ITEM# | JDE # DESCRIPTION QTY DIVISION OF FACILITIES
19 | 26799 NUT 1/2" - 13 HEX FIN. PLTD. 3 1 22559 WHEEL ASSEMBLY - PLUSS 6 MANAGEMENT,
20 | 42563 HHCS - 7/16" - 14 X 1 1/4" LG GR8 12 2 3454 AXLE - PLUSS TROLLEY 6 DESIGN AND CONSTRUCTION
21 5226 LOCKWASHER - 7/16" - SPLIT Z 12 3 3558 HHCS - 1/4" - 20 X 1/2" 6
22 | 20937 FLAT WASHER 7/16" GR8 12 4 16829 COVER - PLUSS WHEEL ACCESS 1 DEPARTMENT OF
23 5230 HEX NUT - 7/16" - 14 GR8 12 5 5226 SECURITY SCREW - 1/4" - 20 X 1/2" 4 CORRECTIONS
24 | 36341 DOMESTIC STRUCTURAL WASHER 3/4" 1 6 3385 SECURITY BIT - 5/32" HEX 1
COMPONENT 3 - REBUILD KIT #51553 @ COMPONENT 4 - REBUILD KIT #51554 @
] REPLACE SECURITY
SYSTEM
0: o (7 (VARIOUS SECURITY
— ENHANCEMENTYS)
o [ © SOUTHEAST
(4) | , CORRECTIONAL
/AR /AR /AR
mE EmE im PLUSS BEAM CENTER
1 1T CHARLESTON, MO.
(=) = (= -
PROJECT # C1804-01
SITE # 2320
FACILITY # 25587
— ASSET # 2320-03
ITEM# | JDE # DESCRIPTION QTY
REVISION:
1 3435 PLATE-LOCK BAR PLATE-TOP 1 MOTOR BOX DATE.
2 9166 ACTUATOR-PLUSS LIMIT/STATUS 1 REVISION:
DATE:
3 34166 COVER-W4 LOCKING COLUMN TOP 1
REVISION:
. 4 21183 WASHER, NYLON-FOR 3/8" SCREW 2 DATE:
5 ﬁ;:: 5 3184 SHOULDER BOLT 3/8" X 1/4" (5/16-18) 2 ISSUE DATE: 10/08/2021
6 36569 LIMIT SWITCH BRACKET 1
7 | 36610 HHCS-1/4" - 20 X 3/4" 2 - — C1804-01-2320-
L 0‘”"0’0‘:‘0‘““0‘ (4) NEW MOTOR BOX 8 3551 LOCKWASHER - 1/4" - SPLIT Z 2 ITEM# | JOE# DESCRIPTION Qry gﬁg\%\\})\] (B}Sl; .ILE}%/? 15, 87-1-503
Q‘Q‘Q‘Q‘Q‘Q‘Q‘Q‘Q‘Q‘Q‘ (1) 9 3462 SWITCH-STATUS/LIMIT 1 1 16868 SPROCKET-TAPER LOCK #60TL24 1 CHECKED BY: MM
"‘0‘0’%%”’0’%”‘0 10 | 22287 P.H. M/S 10-32 X 3/4" 2 2 17108 BUSHING-TAPER LOCK 1" BORE 1 DESIGNED BY: RM BM
KKK KKK XK K>
XXX \ 11 31652 LOCKWASHER #10 2 3 50911 SPROCKET KEY 1/4" X 1 1/4" 1
\ 12 3506 STAIN RELIEF - 1/2" MALE 2 — 4 16509 SHAFT COLLAR - 1", TWO-PIECE 1 SHEET TITLE:
\ 13 25691 0-RING-BUNA N 2 5 36545 CHAIN - #60 ROLLER - DOMESTIC 30FT SECURITY
EXISTING MOTOR BOX FRAME TO REMAIN FOR REUSE. 14 | 42241 CABLE CLIP - METAL, 3/8" OD 3 6 39061 #60 CHAIN MASTER LINK 3
MODIFY FRAME AS NECESSARY. APPLY COLD GALVANIZING DET AILS
COMPOUND OVER NEW, CLEANED WELDS. 15 | 25690 CORD-16/4 SOOW BLACK 40 — 7 18491 SPROCKET-TAPER LOCK #H60BTL18 1
16 3200 CHAIN MASTERLINK-#120 1 8 18492 BUSHING-TAPER LOCK 1" BORE 1
17 5266 1/4" - 20 X 1/2" SECURITY SCREW 3 9 23391 KEY - 1/4" X 1-1/2" 1
SHEET NUMBER:
@ NO SCALE I — ; O 1
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GENERAL NOTES: STATE OF MISSOURI
1. NOTED INSTALLATION SCOPE INCLUDES REMOVAL OF EXISTING EQUIPMENT AND MICHAEL L. PARSON,
CABLING PERFORMING SIMILAR FUNCTIONS. GOVERNOR

2. INSTALL NEW PROGRAMMABLE LOGIC CONTROLLERS, CABINETS, RELAYS, TERMINAL
BLOCKS, AND OTHER ANCILLARY DEVICES FOR A COMPLETE WORKING SYSTEM.

3. PROVIDE NEW CATEGORY CABLING BETWEEN TOUCHSCREEN WORKSTATIONS AND POWER
NEW ELECTRONIC SECURITY SWITCH. PLANT
4. NETWORK CONNECTIONS NOT SHOWN FOR CLARITY. REFER TO SHEET T-608 FOR
NETWORK RISER.
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REMOVE AND REPLACE PLC TOUCHSCREEN CONTROL CABLES TO MICROLITE IMPACT %&‘.. E-28923 Oé‘ =
LIGHTING CONTROL PANELS. NEW CABLE SHALL ROUTE DIRECTLY FROM C129 TO 4'// o, 0 & o~
MICROLITE CONTROLLER. MODIFY CONDUIT PATHWAY SUCH THAT CONTROL CABLE /// S0bsss0e® §
DOES NOT PASS THROUGH OTHER EQUIPMENT CABINETS. 7 I OFESS\ \\\\\*‘
LTINS
ALL PLC TOUCHSCREEN SYSTEM DEVICES IN CENTRAL SERVICES BUILDING SERVED HOUSING UNIT 4 10/11/2021
FROM SECURITY CLOSET C129.
- E CONSULTANTS

INTEGRATE ELECTRIFIED FENCE STATUS INTO NEW PLC TOUCHSCREEN SYSTEM. ALLOW (
UP TO 24 INPUT POINTS OF STATUS INDICATION TO THE TOUCHSCREEN SYSTEM FOR

&
REPRESENTATION ON THE TOUCHSCREEN CONTROL SYSTEM. CONTROL SYSTEM WILL ! .

!
NOT OTHERWISE INTERACT WITH THE ELECTRIFIED FENCE CONTROL SYSTEM. HOUSING UNIT 3
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LIGHTING CONTROL FUNCTIONALITY OF EXISTING PLC TOUCHSCREEN SYSTEM SHALL BE :
INTEGRATED INTO FUNCTIONALITY OF NEW PLC TOUCHSCREEN SYSTEM. CONTRACTOR !
SHALL PROVIDE PLC TOUCHSCREEN CONTROL OF DAYROOM AND CELL LIGHTING. HOUSING UNIT 5
CONTRACTOR MAY NOT SPLICE MICROLITE CONTROL CABLES.
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IMPACT LIGHTING SHALL BE INTEGRATED WITH PERIMETER DETECTION SYSTEM
THROUGH THE NEW PLC TOUCHSCREEN SYSTEM. REFER TO SHEET T-605 FOR
ELECTRICAL

&

ADDITIONAL INFORMATION. | o
|- H109

B

B

ELEC. SEC. ‘
H117

|
|
®

FIRE ALARM INPUT IS FOR ANCILLARY REPORTING ONLY. ASSUME ALAM AND TROUBLE
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GENERAL NOTES:
1.

THIS DIAGRAM IS SCHEMATIC IN NATURE. CAMERA ENCODER AND SWITCH
REQUIREMENTS ARE DEPENDENT ON ANY ACCEPTED ALTERNATES. REFER TO
SPECIFICATIONS, BID DOCUMENTS, AND CAMERA SCHEDULES FOR ALTERNATE WORK
SCOPE DESCRIPTIONS.

REFER TO VIDEO SURVEILLANCE CAMERA SCHEDULES ON SHEETS T-610, T-611, AND
T-612 FOR ADDITIONAL INFORMATION.

CONTRACTOR SHALL VERIFY FIELD CONDITIONS PRIOR TO BID, AND SUPPLY ANY NEW
CONDUIT PATHWAYS REQUIRED TO RELOCATE EQUIPMENT SERVING LOCATIONS.

EXISTING CLIENT WORKSTATION AND IP CAMERA CATEGORY CABLING IS TYPICALLY
SERVED BY ITSD NETWORK. EXISTING CABLING SHALL BE REMOVED. INSTALL NEW
CATEGORY CABLING AND CONDUIT TO ELECTRONIC SECURITY NETWORK SWITCH.

CONTRACTOR SHALL ENSURE ALL CONDUIT IS ROUTED SUCH THAT 295FT CATEGORY
CABLING LIMITATIONS ARE NOT EXCEEDED.
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6. NETWORK FIBER OPTIC BACKBONE CONNECTIONS NOT SHOWN FOR CLARITY. REFER TO
SHEET T-608 FOR NETWORK RISER.
7. EQUIPMENT CONNECTIONS SHOWN TO IMPART GENERAL CONNECTIVITY
REQUIREMENTS AND ARE NOT INTENDED TO CONVEY QUANTITATIVE CONNECTION
INFORMATION EXCEPT WHERE NOTED WITH (X).
SECURITY KEYED NOTES:
REFER TO SPECIFICATIONS FOR DEVICES WHICH EXCEED CATEGORY CABLING
DISTANCE LIMITATIONS.
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GENERAL NOTES:
1. REFER TO SHEET T-000 FOR ADDITIONAL INFORMATION.

2. REFER TO PROGRAMMABLE LOGIC CONTROLLER RISER, SHEET T-600, FOR RELATED
DOOR CONTROL AND MONITORING FUNCTIONS.

3. NETWORK CONNECTIONS NOT SHOWN FOR CLARITY. REFER TO SHEET T-605 FOR
NETWORK RISER.

4. EQUIPMENT CONNECTIONS SHOWN TO IMPART GENERAL CONNECTIVITY
REQUIREMENTS AND ARE NOT INTENDED TO CONVEY QUANTITATIVE CONNECTION
INFORMATION EXCEPT WHERE NOTED WITH (X).
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